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INTRODUCTION

Volume Il supplements AFMAN(I) 32-1187/TM 811-5, Design Standards for Visual Air Navigation
Facilities, Volume | for the US Army and US Air Force, and Technical Manual NAVAIR 51-
50AAA-2, Genera Requirements for Shorebased Airfield Marking and Lighting for the US Navy, by
providing the guidance and detailed information on standard configurations and equipment. Use
these manuals when designing, planning, constructing, and installing new systems.

When using these manuals, be certain that the complementary markings are installed and that no
conflict occurs with the placement of light fixtures.

Specifically, this document contains figures that reference individual AutoCAD files containing the
drawings, individual MS Word files containing the notes to designer for each diagram (text also
provided within this document), and figure numbers for cross-referencing the drawings with this
document.

The figures contained within this VVolume were compiled from several sources and construction
projects. The following firms and organizations contributed to the development of these figures:

ADB Alnaco - Jaguith Industries Inc.

Amerace Ltd. - Lean Engineering Consultants, Ltd.
Aviation Alliance Inc. - Multi Electric Mfg. Inc.

Crawford, Murphy & Tilly Inc. - United States Air Force

Crouse-Hinds Airport Lighting Products - United States Army Corps of Engineers
Dufresne-Henry Inc. - United States Naval Facilities Engineering
Federal Aviation Administration Command

Flash Technology Corporation - Integic

Send comments and suggested improvements to:

HQ AFCESA/CESM USACE CENWO-ED-TX NAVFAC Criteria Office
Larry Strother John Gregory Vince Donnally
139 Barnes Drive 215 N. 17th Street 1510 Gilbert Street
Tyndall AFB FL 32403 Omaha NE 68102-4978 Norfolk, VA 23511-2699
(850)283-6354 (402) 221-7267 (757) 322-4204
(850)283-6219 fax (402) 221-7261 fax (757) 322-4416 fax
E-mail: E-mail: E-mail:
larry.strother @af cesa.af.mil john.b.gregory @usace.army.mil DonnallyVR@efdlant.navfac.navy.mil



L IST OF SUPERCEDED DOCUMENTS

Thefollowing isalist of documents that are superseded by this manual and should no longer be
used for the design of airfield systems:

MIL-HDBK- Military Handbook, Airfield Lighting, 29 Jan 1988 w/notice 1, 15 Oct
1023/1 1990.

Definitive Design Drawings P-272

1404273 Portable Optical Landing Systems Plot Plan

1404291 Wheels-up & Runway Wave-off Lighting Plan, Wiring Diagrams &
Details

1404292 Wheels-up & Runway Wave-off Lighting Wiring Diagram & Details

1404356 Wheels-up & Runway Wave-off Lighting Equipment Vault Plans &
Details

1404676 Runway Edge Lighting System Plan, Details, and Wiring Diagram

1404677 Runway Edge Lighting Light Fixture and Handhole Installation Details

1404678 Runway Edge Lighting Duct System Plan and Details

1404679 Circling Guidance Lighting System Plan, Details and Wiring Diagrams

1404680 Runway Centerline Lighting System Plan, Wiring Diagram, Schedule
& Notes

1404681 Runway Centerline Lighting Installation Details

1404682 Touchdown Zone Lighting Wiring Diagram, Schedule and Details

1404683 Touchdown Zone Lighting Fixture Installation Details

1404684 Runway End Indicator Lights Plan, Schedule and Details

1404685 Runway Threshold & End Lights Site Plan — Details & Notes

1404686 Threshold Lighting Threshold Bar Plan, Details, and Notes

1404688 Simulated Carrier Deck Lighting Plan, Circuit Wiring, and Details

1404689 Simulated Carrier Deck Lighting Wiring Diagrams and Details

1404690 Simulated Carrier Deck Lighting Details

1404692 Precision Approach Path Indicator, Details and Wiring Diagrams

1404789 Taxiway Lighting Details and Schedule

1404790 Approach Lighting System Site and Layout Plans — General Data

1404791 Approach Lighting System Vault Details and Diagrams

1404792 Approach Lighting System Circuit Diagram and Schedule

1404793 Approach Lighting System Sequence Flashing Lights

1404794 Approach Lighting System Light Bar Details

1404795 Approach Lighting System Centerline Light Bars

1404796 Approach Lighting System Details and Sections



Chapter 1. UNDERGROUND CABLE,
CONDUIT AND DUCTS

1.1. Direct Buried Duct/Conduit Detalil

See figure 1.

Notesto Designer:

1. Where duct/conduit is below pavement, specify type of pavement to be installed on top of trench.
Where trench is cut through existing pavement, specify pavement on top of trench shall match

existing.
2. Location of counterpoise is shown for two situations:
a Trench running parallel to pavement - see detail note #3.
b. Trench not running parallel to pavement - see detail note #4.

Refer to Volume | for more information.
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FIGURE

DIRECT_BURIED_DUCT—CONDUIT.DWG

CAD FILE:

SEE NOTES TO DESIGNER TXT FILE:

DPUCT—CONDUIT—NTD.PDF

DIRECT_BURIED _|

Figure 1. Direct Buried Duct/Conduit Detail



1.2. Direct Buried Cable Trench Details

See figure 2.

Notesto Designer:

1. Duct/conduit installation is the preferred method of installation. Refer to Chapter 13 in Volume |
of the manual.

2. Type of trench restoration must be specified. Asaminimum, the trench should be restored to
match original condition (i.e., must include seed & mulch spec if turf has already been
established).

3. Use#8 for 6.6 amp circuits and #6 for 20 amp circuits.
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1.3. Counterpoise & Ground Rod Installation Detail

See figure 3.
Notesto Designer:
1. Thisdetail shows the installation of the ground rod to ground the counterpoise.

2. It isrecommended the ground rod be driven on the side of the trench that is closest to the
pavement.
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I

OUNTERPOISE

SEE NOTE #4
PRIMARY CABLE IN CONDUIT

1/2 DISTANCE
[TO CONDUIT

COPPER CLAD GRQUND RQD
19mm x 3M (3/4° x 10
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INSTALLATION DETAIL

NOT TO SCALE

NOTES:

1. DO NOT CONNECT CQUNTERPQISE TO LIGHT BASES OR MANHOLES/HANDHOLES GROUNDING
COMPONENTS.

2. PROVIDE GROUND RODS SPACED MAX. 3OO0M (1000FT).

éHOEII:[I;EIE COUNTERPOISE ON NEXT—TO-LAST LIFT OF COMPACTED BASE MATERIAL UNDER

4. WHERE SQOIL IS CONSIDERED HIGHLY CORRQSIVE (<10,000 OHM—CM RESISTIVITY), THE SIZE OF
THE COUNTERPOISE SHALL BE #1/0 AWG.

Figure 3. Counterpoise & Ground Rod Installation Detail




1.4. Duct Marker Installation at Pavement Edge

See figure 4.

Notesto Designer:

1. An option for installing the counterpoise would be to ground the counterpoise to a ground rod
1M (3 before the pavement and not install counterpoise over duct bank where duct run is

beneath pavement.

2. The depth of the duct bank below pavement should be shown in the duct bank details.
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REFERENCE
PAVEMENT_EDGE—NTD.POF

FIGURE:

INSTALLATION—-PAVEMENT_EDGE.DWG

_AT_

MARKER _|
INSTALLATION

DUCT
_MARKER

CAD FILE:
DUCT

SEE NOTES TO DESIGNER TXT FILE:
Figure4. Duct Marker Installation at Pavement Edge
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1.5. Cableand Duct Markers

See figure 5.

Notesto Designer:

1. Cable markers are placed directly over the cable trench with the arrows indicating direction of
cable run. Maximum spacing of markers should not exceed 61M (200) plus every place the
cable run changes direction. No markers are required where the cable runsin a straight line from
light base to light base.

2. Duct markers are typically used at the edge of pavement to locate duct crossings beneath
pavement. Where the entire lighting system is in ducts or conduit, locate the duct markers the
same as cable markers.

11
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NOTES:

1. HAND LETTERING NOT ALLOWED ON MARKERS. LETTERING IS TO BE BOLDLY IMPRESSED.
LINE WIDTH AND DEPTH SHALL BE 13mm (1,/2") MINIMUM.

2. ARRQW ON CABLE MARKER TQ INDICATE DIRECTION OF CABLES (WHERE APPLICABLE).
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(4 — 4" SHOWN FOR EXAMPLE)
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Figure5. Cableand Duct Markers




1.6. Concrete Encased Duct Bank Details— Typical

Arrangements

See figure 6.

Notesto Designer:

1

2.

Stagger the couplings as shown to minimize weak points in the duct bank.

There are several types of duct spacers that will accomplish the required duct spacing. Some
spacers alow for installation of several tiers on a single duct spacer thereby requiring less labor
for installation.

In areas of potential frost, it is recommended the minimum depth of the duct bank be at least
305mm (12") below frost line.

If there are no communication ducts intended, they may be deleted from the details.

Ducts should terminate in handholes, junction plaza (Air Force only), or manholes wherever
possible. The handholes or manholes should be located outside of the runway or taxiway safety
areas, if feasible.

Duct banks must slope towards drain.

Spacing of ducts shown is minimum in power group for series circuits. Refer to Figure 310-60

in the National Electric Code NFPA-70 when ducts are carrying parallel (constant voltage) AC
circuits.
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CONDUIT SUPPORT AND SUPPORT
1220mm (4 FT.)
MAXIMUM

DUCT BANK NOTES:

P
A. FOR SIZE AND NUMBER OF CONDUITS AS WELL — : — : ‘H_'_
AS DUCT BANK FORMATICN, SEE PLANS. ( S - S - R
B. THE COMMUNICATIONS CONDUIT GROUF SHALL BE g — i—'—l —
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SHALL BE 76.2mm (3") MINIMUM. g =t "‘El] 4 d — M
o 4 . v oy 4

T ,
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ADJACENT COUPLINGS

FINISHED GRADE

BACKFILL MATERIAL AND COMPACTION AS SPECIFIED

152mm (6™) MIN. FOR OVER &00V

762mm (30") MIN. 51
SEE NQTE 3 BELQW Zt.“m POWER & COMMUNICATIONS
i B— | &) 76mm (3") MIN. FOR UNDER 600V
N, POWER & COMMUNICATIONS —
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3000 PSI MIN. ve el e | 5(12"5'r o
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> i K
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76mm (3" a0
MlN.( )
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USE SIDE FORMS—, |’
WHERE NECESSAR?\

76
2mm x 102mm mm
(7/8" x 4:!) (3")
WOOD BASE. OMIT

BASE IF BANK IS

LAID ON CONCRETE
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‘314 ava

e | LCOMMUNICATIONS,
POWER GROUP™= " 20UP WHERE REQUIRED

SECTION A-A SECTION B-B

CONCRETE ENCASED DUCT BANK
DETAILS — TYPICAL ARRANGEMENTS

NOT TO SCALE

NOTES:

1. FOR NON—METALLIC CONDUITS, TERMINATE WITH PLASTIC CQUPLINGS SET FLUSH WITH END
OF CONCRETE ENVELOPE AND INSTALL PLASTIC PLUGS. FOR METALLIC CONDUITS, TERMINATE
WITH METALUC COUPLINGS SET FLUSH WITH END OF CONCRETE ENVELOPE AND INSTALL
WELL—-GREASED PLUMBERS PLUGS OR THREADED PLASTIC PLUGS.

2. COUNTERPOISE AND WARNING TAPE NOT SHOWN FOR CLARITY.

3. MINIMUM DEPTH SHALL BE 762mm {(30”) OR 305mm (12") BELOW FROST LINE IN FROST
SUSCEPTIBLE AREAS, WHICHEVER IS GREATER.
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Figure 6. Concrete Encased Duct Bank Details— Typical Arrangements
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1.7. Field Attached Plug-in Splice FAA Type L-823

Seefigure 7.

Notesto Designer:

1

It is recommended that single piece heat shrink tubing with sealant only at each end be utilized.
Tubing with sealant coated on the entire interior will actually adhere to the L-823 connector
thereby requiring a new connector be installed every time the splice is entered.

The cable ties act as an indicator to maintenance personnel for the location of the mating faces on
the connector. When personnel want to re-enter the splice, the tubing is cut between the two
ridges formed by the cableties. Each piece of the tubing may now be rolled back to expose the
connector. To re-seal the splice, the old tubing is removed and a new piece of heat shrink with
sealant at endsisinstalled over the connector.

Shapes of L-823 splice connectors vary with manufacturer. One particular manufacturer
(Amerace, Ltd.) has designed a new type of seal and does not recommend the use of heat shrink.
Tape is used around the mating face overlap to keep out dirt. The designer should contact several
FAA approved manufacturers of L-823 splice connectors and become familiar with their
recommended installation requirements.

15
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SPLICE.DWG

REFERENCE

FIGURE:

PLUG—IN
SPLICE—NTD.PDF

FIELD_ATTACHED_|
_ATTACHED _PLUG—IN_

FIELD

CAD FILE:

SEE NOTES TO DESIGNER TXT FILE:

Figure7. Field Attached Plug-in Splice FAA TypeL-823
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Chapter 22 RUNWAY AND TAXIWAY
LIGHTING

2.1. Stake Mounted Elevated Fixture Installation

See figure 8.

Notesto Designer:

1. The preferred method for mounting elevated lights is the base mounting installation. The stake
mounting may be used as a temporary installation. The concrete anchor as shown in the detail
may be deleted in atemporary installation. In some cases the stake mounted method could be
used as a permanent installation depending on project design criteria. In these cases the concrete
anchor is required.

2. The 762mm (30") stake acts as a ground rod for grounding the fixture assembly.

17
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TYPICAL LIGHT FIXTURE
(AS SPECIFIED)

SECONDARY CABLE

OF ISOLATION
TRANSFORMER
t # (25mm?2)
SEE NOTE 1 COUNTERPOISE WIRE
SEE NOTE 2
_'mum'_
254mm MIN. N [l=
(107 -
~ T~ 457mm MIN.
{ (187
102mm MIN.\
(4"

L—823 CONNECTOR

762mm (30") METAL STAKE

ISCLATION TRANSFORMER /

(L—830 OR L—831)
SEE NOTE 3

CONCRETE ANCHQOR
152mm x 152mm x 305mm MIN.

(6" x 8" x 127)
L—-824 PRIMARY CABLE

STAKE MOUNTED ELEVATED FIXTURE
INSTALLATION

NOT TGO SCALE FOR TEMPORARY INSTALLATION ONLY

NOTES:

1. STANDARD HEIGHT IS 356mm (14"). HEIGHT MAY BE ADJUSTED PER FIGURE 10 IN
AREAS SUBJECT TO SNOW CONDITIONS.

2. ROUTE COUNTERPOISE AROUND STAKE TOWARDS PAVEMENT. DO NOT CONNECT TO
STAKE.

3. TRANSFORMER AND SLACK CABLES SHALL BE PLACED ON A BED OF SAND AND COVERED
WITH SAND SUCH THAT TRANSFORMER AND SLACK CABLES ARE SURROUNDED WITH MIN.
102mm (4") SAND BACKFILL

Figure 8. Stake Mounted Elevated Fixture Installation




2.2. Base Mounted Elevated Fixture Installation

See figure 9.

Notesto Designer:

1

The flexible conduit allows for minor adjustments in alignment during installation and also
allows flexibility of the conduit runs during freeze/thaw cyclesin cold climates. The conduit
shall meet the requirements of NEMA TC12 and should be at least 305mm (12") long.

Many contractors will purchase the L-867 bases and send them to pre-cast shops for the concrete
encasement. The conduit stubs are slid through the grommets prior to casting. A minimum of
152mm (6") should be protruding from the encasement to allow the installation of the conduit
couplings.

Some installations have underdrains around the runway or taxiway. The designer should review
the profile of the lighting system together with the profile of the pavement. Bases at the low
point should be ordered with an additional hub and connect a 50mm (2") conduit between the
underdrain and the light base. Where there is no underdrain installed the conduit may run to the
closest storm water catch basin. Maintain slope such that water drains out of light base toward
underdrain or catch basin.

The equipment ground routed to each base via the conduit system shall be connected to the
system ground at the lighting vaullt.
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SEE NOTES TO DESIGNER TXT FILE:
Figure9. Base Mounted Elevated Fixture Installation
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2.3. Adjustment of Edge Light Elevation Due to Snow

Conditions

See figure 10.

Notesto Designer:

1. Asindicated in the detail, the edge lights may be increased in height above the standard elevation
in areas where the snowfall exceeds 0.6M (2'). However, this adjustment may only be made as
the light is moved outward from 1.5M (5') to 3M (10"). Lights mounted at 1.5M (5') from
pavement edge shall be a maximum of 356mm (14") above grade.

2. Typically, the lights are mounted at the 3M (10") distance on runways used by jet aircraft to avoid
possible damage by jet blasts.
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FIGURE: 10
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CAD FILE:

SEE NOTES TO DESIGNER TXT FILE:

Figure 10. Adjustment of Edge Light Elevation Due to Snow Conditions
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2.4. Semiflush Runway Light (Deep Base)

See figure 11.

Notesto Designer:

1

All semiflush in-pavement lights should be installed on a load-bearing base FAA type L-868.
The diameter of the base will depend on the fixture manufacturer and type of fixture being
installed.

It is recommended that the fixture be set inside a flange ring that has an integral pavement ring.
Spacer rings (or shims) should be set on top of the base and the flange ring will mount on top of
the spacer rings. This allows lowering of the fixture in flexible pavements if the pavement is
slumping. A maximum of 2 spacer rings should be used.

The sealing compound must be compatible with the type of pavement being installed and the
contractor must follow the manufacturer's preparation instructions.

The "deep can" method is preferred in new construction with the isolation transformers for the in-
pavement fixture housed within the base (can).

It is recommended that the designer review the profile of the in-pavement lighting system and
provide drainage at the low points in the same manner as the edge lighting system.

Installation methods for semiflush fixtures are also contained in advisory circular AC 150/5340-
4c, Installation Details for Runway Centerline and Touchdown Lighting Systems.
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Figure 11. Semiflush Runway Light (Deep Base)




2.5. Base and Anchor Details (New Construction)

See figure 12.

Notesto Designer:

1

Construction methods will be specified in the project specifications for the type of pavement.
Details should be shown on the drawings in enough detail to complement the specifications.

Preparation for the base and anchor in either rigid or flexible pavement is the same. At each light
location a hole is excavated in the sub base which will be minimum 305mm (12") wider than the
light base and 152mm (6") below the bottom of the light base. A trench is excavated between the
light base locations for the conduit. Depth of the trench must provide a minimum 51mm (2")
cover over and 76mm (3") below the conduit and also alow the conduit to enter the base at the
proper elevation.

A single section light base is used in rigid pavements and a two or three section light base
(depending on pavement depth and lifts) will be used in flexible pavements.

The flexible conduit allows for minor base adjustments before the concrete anchor hardens.

A tie bar cage (#4 deformed) is installed around the light base in rigid pavement.

25



4 LXL H3INDIS3IA Q1 S3LON 33S

‘3714 ava

40d°AIN—MIN-JOHINY ™~ %~ 3SVH

OMA'MIN—HOHONY % 3ISvd

cl

SEE VIEW A, FIGURE 11 LIGHTING FIXTURE
43 REBAR RINGS AT 152mm (67) £ OC. N /~PAVEMENT SURFACE

533mm 221? FOR SIZE C BASE LT T ] RN SN
457mm (18") FOR SIZE B BASE s rE| ' EE A LTI
sl y ‘QNEV.V Rl‘slb ;
SR NEOPRENE " ’ PAVEMEN
v GROMMET P e et Y
N | TYPICAL FLEXIEILE :
v 8 L8638 g
(6) #4 REBAR, T BASE /—CONCRETE
LENGTH AS L RS0N
REQURED SEE NOTE F AN \P\@ ou8
}. L BASE
TIE BAR CAGE

MAINTAIN MIN. 76mm (3")
COVER ON REBAR

‘34N9014

JONFYF43

BASE AND ANCHOR — RIGID PAVEMENT

P-606

CEMENTING

COMPOUND
/—F‘AVEMENT SURFACE

l/ L NEW - i

FLEXIBLEw, ™ .

L » PAVEMENT ©
(£ OPRENE

GROMMET < +»

SEE VIEW A, FIGURE 11

/LIGHTING FIXTURE

e vty B
v -

“SPECIFIED DEPTH,

lr
NN

FLEXIBLE PAVEMENT

\S&\V\'\

BASE AND ANCHOR -—

BASE AND ANCHOR DETAILS

(NEW CONSTRUCTION)

NOT TO SCALE

NOTES:
1. THE USE OF MUD PLATES, SPACER RINGS, EXTENSIONS, ETG.,
TECHNIQUES.

2. ORIENTATION TOLERANCE FOR THE BASE IS £1/2 DEGREE FROM THE CENTERLINE SHOWN
ON THE PLANS.

3. CONDUITS SHALL PROTRUDE INTO LIGHT BASE 19mm (3/4™) FOR STEEL AND 51mm (27)
FOR PVC AND SHALL BE A MINIMUM 305mm (12") LONG.

4. 51mm (2") PVC CONDUIT TO NEAREST CATCH BASIN OR FRENCH DRAIN.
EACH LOW POINT OF LIGHTING SYSTEM.

IS DEPENDANT ON PAVING

TYPICAL AT

26

Figure 12. Base and Anchor Details (New Construction)




2.6. Deep Base Installation (New Construction), Rigid
Pavement

See figure 13.
Notesto Designer:

1. Light location, elevation, azimuth (direction of the light beam measured in a horizontal plane) is
extremely critical. It isrecommended that contract documents require all points for setting the
lights be accomplished by survey and a mandatory construction meeting be included with
representatives from the A/E team, contractor, government and field personnel. The purpose of
this meeting will be to review the proposed construction techniques.

2. Theinstallation of the alignment jig shall be per the base manufacturer's requirements.

3. Oncethe light bases are set at the correct elevation, the conduit is installed between the bases and
the tie bare cages are formed around the base. The concrete anchor is poured around the base and
along the conduit trench. Instruct the contractor to ensure that all voids or loose material beneath

the conduit have been eliminated prior to encasing in concrete. Concrete should be flush with
sub base and not protrude above sub base.

4. Once the concrete has cured approximately 24 hrs., the jig may be removed.
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Figure 13. Deep Base Installation (New Construction), Rigid Pavement




2.7. Flexible Pavement or Overlay (Flexible, Rigid)
| nstallation

See figure 14.
Notesto Designer:

1. Instalation in flexible pavement is similar to rigid except a sectional base is used and there is no
tie bar cage.

2. The bottom section of the light base is set at an elevation such that the top of the plywood cover
and mud plate is flush with the surrounding base. The concrete anchor is poured and allowed to
cure for 24 hours.

3. Thejig may then be removed and paving operations may be accomplished.

4. Ensure contractor core drills the light bases after compaction has been completed and the
pavement has been accepted.

5. Therigid P-606 is used to firmly set the top section or base extension in place and bond to
pavement. The flexible P-605 isinstalled from the top of the top section or base extension to the
top of the finished pavement surface. This alows future adjustment of the fixture by removing or
adding spacer rings without disruption of the base. Both P-606 and P-605 must be specified as
being compatible with type of pavement being installed.
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Figure 14. Flexible Pavement or Overlay I nstallation




2.8. Saw Kerf Wireway Details— R/W Centerline and

TDZ Lights

See figure 15.

Notesto Designer:

1

The preferred method for installation of runway centerline and touchdown zone (TDZ) lights in
new construction is to utilize deep base housing; the individual isolation transformer and each
base connected by a conduit system. Installation of lights in existing pavement utilizes shallow
bases for the lights. The secondary wiring from the lights are run in a saw kerf to the side of the
runway and into an L-867 base which houses the isolation transformer(s) for the lights.

The pavement is core drilled to a depth and diameter recommended by the fixture manufacturer.
The fixture is then "glued-in" utilizing sealant that is chemically compatible with the pavement.
It is extremely important to specify the proper sealant to prevent possible separation. A shallow
base with anti-rotational fins and pavement anchors is recommended. Some problems have been
encountered with the "direct mounted” type fixtures that have a smooth exterior finish.

More recent installations have been utilizing conduit for the secondary wiring in lieu of installing
the wires directly in the saw kerf. If conduit is used, a water tight seal where the conduit enters
the base must be specified.

The backer rod in the saw kerf serves three purposes. It acts as a shock absorber, it keeps the
wiring in the saw kerf, and it acts as a sealant dam so if the wiring has to be changed they aren't
encased in the sealant.
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Figure 15. Saw Kerf Wireway Details— R/W Centerlineand TDZ Lights
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2.9. Saw Kerf Orientation Details— R/W Centerline
and TDZ Lights

See figure 16.
Notesto Designer:

1. Additional information may be found in FAA Advisory Circular AC 150/5340-4c, Installation
Details for Runway Centerline and Touchdown Lighting Systems.

2. Itisrecommended to install the secondary conductors without any splices. However, where
splices are unavoidable they may be installed in an L-869 junction box as outlined in AC
150/5340-4c.
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2.10. Runway Centerline Light — Shallow Base and
Conduit I nstallation

See figure 17.
Notesto Designer:

1. More and more installations have been utilizing conduit for the secondary conductors. If conduit
is used a water tight seal where the conduit enters the base must be specified.
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Figure 17. Runway Centerline Light — Shallow Base and Conduit I nstallation
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2.11. Semiflush Shallow Base Runway Edge End or
Threshold Light
See figure 18.
Notesto Designer:
1. Thisdetall shows one particular manufacturer's shallow base. However, recommend specifying
the base with anti-rotational and anchoring fins or specify the fixture manufacturer demonstrate

the base will not rotate or separate from the embedding material.

2. Recommend stating in basis of design the particular fixture manufacturer the design was based
on.

3. Deep base installation is the preferred installation method. Recommend prior approval for this
installation before design.
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Figure 18. Semiflush Shallow Base Runway Edge End or Threshold Light



2.12. Semiflush Shallow Base Runway Centerline or
TDZ Light
See figure 19.
Notesto Designer:
1. Thisdetall shows one particular manufacturer's shallow base. However, recommend specifying
the base with anti-rotational and anti-lift fins or specify the fixture manufacturer demonstrate the

base will not rotate or separate from the embedding material.

2. Recommend stating in basis of design the particular fixture manufacturer the design was based
on.

3. Deep base installation is the preferred installation method. Recommend prior approval for this
installation before design.
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Figure 19. Semiflush Shallow Base Runway Centerline or TDZ Light



2.13. Taxiway Centerline Lights Wiring M ethods
See figure 20.
Notesto Designer:

1. Additiona information on taxiway centerline lighting may be found in FAA Advisory Circular
AC 150/5340-28, Low Visihility Taxiway Lighting Systems.

2. Ingtallation of wiring in saw kerfsis similar to the methods used for other in-pavement fixtures.
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Figure 20. Taxiway Centerline Lights Wiring M ethods

42



2.14. Semiflush Shallow Base Taxiway Centerline Light

See figure 21.

Notesto Designer:

1. Thisdetail shows one particular manufacturer's shallow base. However, recommend specifying
the base with anti-rotational and anti-lift fins or specify the fixture manufacturer demonstrate the

base will not rotate or separate from the embedding material.

2. Recommend stating in basis of design the particular fixture manufacturer the design was based
on.

3. Deep base installation is the preferred installation method. Recommend prior approval for this
installation before design.
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Figure21. Semiflush Shallow Base Taxiway Centerline Light



2.15. Typical Touchdown Zone Light Wiring Details
See figure 22.

Notesto Designer:

1. Refer to Volumel for circuiting considerations.

2. The monitoring requirements for Cat Il and I11 runways require the number of lamps out to be
monitored. The use of lamp shorting devices, either relay or film disk type, must be avoided for
monitoring system to successfully detect lamps out. Fixtures connected with lamps in series
won't be able to be monitored if shorting devices are employed.

3. Monitoring and control systems exist that utilize existing load cables to communicate via power
line carrier technology. Individual lamp control and status monitoring can be achieved with these
systems. System computers in vault can communicate control and load status signals to control
tower or other remote locations.
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Figure22. Typical Touchdown Zone Light Wiring Details




2.16. Touchdown Zone Lighting Wiring Diagram —

Single Circuit

See figure 23.

Notesto Designer:

1

2.

Refer to Volume | for circuiting considerations.

The monitoring requirements for Cat |1 and 111 runways require the number of lamps out to be
monitored. The use of lamp shorting devices, either relay or film disk type, must be avoided for
monitoring system to successfully detect lamps out. Fixtures connected with lamps in series
won'’t be able to be monitored if shorting devices are employed.

Monitoring and control systems exist that utilize existing load cables to communicate via power
line carrier technology. Individual lamp control and status monitoring can be achieved with these
systems. System computers in vault can communicate control and load status signals to control
tower or other remote locations.
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2.17. Typical Interleaved Touchdown Zone Lighting
Wiring Diagram

See figure 24.

Notesto Designer:

1. Refer to Volumel for circuiting considerations.

2. The monitoring requirements for Cat 11 and I11 runways require the number of lamps out to be
monitored. The use of lamp shorting devices, either relay or film disk type, must be avoided for
monitoring system to successfully detect lamps out. Fixtures connected with lamps in series
won'’t be able to be monitored if shorting devices are employed.

3. Monitoring and control systems exist that utilize existing load cables to communicate via power
line carrier technology. Individual lamp control and status monitoring can be achieved with these
systems. System computers in vault can communicate control and load status signals to control
tower or other remote locations.
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2.18. Typical Interleaved Centerline Light Wiring
Diagram

See figure 25.

Notesto Designer:

1. Refer to Volumel for circuiting considerations.

2. The monitoring requirements for Cat 11 and I11 runways require the number of lamps out to be
monitored. The use of lamp shorting devices, either relay or film disk type, must be avoided for
monitoring system to successfully detect lamps out. Fixtures connected with lamps in series
won'’t be able to be monitored if shorting devices are employed.

3. Monitoring and control systems exist that utilize existing load cables to communicate via power
line carrier technology. Individual lamp control and status monitoring can be achieved with these
systems. System computers in vault can communicate control and load status signals to control
tower or other remote locations
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Figure 25. Typical Interleaved Centerline Light Wiring Diagram




2.19. Typical Interleaved Circuit Runway Lighting
Wiring Diagram

See figure 26.

Notesto Designer:

1. Thisfigure shows the interleaving method for circuiting the runway lighting system. Refer to
Volume | for circuit design considerations.

2. This method is more expensive since the amount of cable is doubled, two regulators are required,
and there are parallel controls.



A4 LXL ¥3NOIS3a QL S3ALON 33S
3714 avo

40d ALN—9NIM T ONILHOIT™AYMNNY —LINDHID ™ G3AVITHALNI
REISINE

IMA INIEMTONILHOIT AVMNNYTLINDYIO™ 3AVITYALNI

9¢
EC\EREEEN!

L-824 5KV SERIES LIGHTING CABLES
 crour 2
7 7

<

RUNWAY THRESHALD/END LIGHTS (TYPICAL)

|
:g% PLUG CUTOUT 5-1 SEE DETAIL ‘A’
& NOTE 2
)
QUTPUT g:
GURRENT  OTTHTO REMOTE CAONT N
REGULATOR gl
. - RUNWAY EDGE LIGHTS (TYPICAL
i B zl CE>SEE DETAIL 'A" ( )
[ ] RUNWAY
)
é‘;[? CIRCUIT BREAKER o L
-
G —
fox /\/ o)
——— © om
)
é~[ CIRCUIT BREAKER zl E
o \@ D (o
[ | RUNWAY
et ofs LEGEND:
constant T3] O D
SURRENT  SZr TO REMOTE © GREEN/RED RUNWAY THRESHOLD LIGHT
" or=| CONTROL
QuIRYT ; Q O RUNWAY EDGE LIGHT
I>
g% PLUG CUTOUT S—1
PINOTE 2
| €
N cReuIT 1
TWO REGULATOR METHOD \ “G'jT'NG FIXTURE

N

N BASE (L—-867 **/L—BB8 ***)
. 4NDTE1

ISOLATION TRANSFORMER
{{=830/L-831)

L—824 5KV SERIES LIGHTING CABLES

PLUG/CONNECTOR (L—823

&
DETAIL A’
TYPICAL INTERLEAVED CIRCUIT RUNWAY
LIGHTING WIRING DIAGRAM

NOT TO SCALE

NOTES:

1. = USE L—829 REGULATOR FOR CAT. Il OR Il RUNWAYS.
**  ELEVATED LIGHT FIXTURE.
¥k INSET LIGHT FIXTURE.

2. S1 PLUG CUT OUT SHOWN WITH HANDLE INSERTED.

Figure 26. Typical Interleaved Circuit Runway Lighting Wiring Diagram




2.20. Typical Two Circuit/One Regulator Wiring
Diagram
See figure 27.
Notesto Designer:
1. This method uses an L-847 selector switch and one regulator. The circuits are still interleaved so
if thereisan open in one of the circuits that circuit may be bypassed by turning off C1 and C2 (or

vice versa) will still operate.

2. Circuit selector switches are available with up to 4 circuits and are useful during low visibility
operations (SMGCS) where only designated taxi routes are used.
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2.21. Radio Control of Constant Current Regulator
Wiring Diagram

See figure 28.

Notesto Designer:

1. Thisdiagram shows energizing the regulator by the use of an L-854 radio controller and interface
device.

2. The serid outputs (#1, #2, #3) are energized one at atime by either 3, 5, or 7 clickswithin a5
second period on the pilot’sradio. This provides a break before make contact arrangement.

3. The paralel outputs (#1, #2, #3) are energized sequentialy (i.e., 1, 1+2, 1+2+3) by the same 3, 5,
or 7 clicks of the pilot’sradio. These outputs may be used to energize contactors feeding constant
voltage equipment such as REILs or PAPIs.

4. Ensure regulator manufacturer is consulted prior to designing radio control system.
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Figure 28. Radio Control of Constant Current Regulator Wiring Diagram




Chapter 3: AIRFIELD GUIDANCE SIGNS
3.1. Airfield Guidance Sign Detail

See figure 29.
Notesto Designer:

1. Inaddition to FAA AC 150/5340-18 and FAA AC 150/5345-44, the FAA has published a series
of supplements known as SAMS (Signs and Marking Supplement). These supplements were
established as a vehicle to provide answers to questions about signs and marking standards.

2. The L-867 handhole houses the sign's isolation transformer. It is typically mounted separately
from the sign but within 610mm (2') from the sign's adjacent edge. Thisis done to allow access to
the transformer without removing the sign. The following points should be noted about the
installation of the power wiring to the sign:

a A secondary jumper cable must be provided which connects between the transformer's output
cable and the sign's input cable. Even though the output cable on an isolation transformer is
1.22M (48") £ in length, do not connect this to the sign's input cable since it would defeat the
purpose of mounting the isolation transformer separately.

b. Several types of cable retaining clips (or cable clamps) are available and will depend on the
type of mounting used for the sign's power leg (i.e. L-867 junction box or 2" conduit and floor
flange) and the style of L-823 connector on the secondary jumper cable. The retaining clips hold
the secondary jumper cable in place below the frangible coupling.

3. Recommend specifying, in the project contract documents, the maximum VA load allowed for

each size of sign. This VA load should include the losses in the sign's isolation transformer. Refer to
Volume | for typical VA loads of guidance signs.
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3.2. Sign Base Power Leg Mounting Detail

See figure 30.
Notesto Designer:

1. Thetype of mounting for the power leg of the sign will usually be determined by the sign
manufacturer. These details show different options that could be used. Whichever oneis used, it
is recommended that details shown on contract documents state that installation shall be per
manufacturer's requirements.

2. Useflexible conduit between the sign base and the L-867 handhole when the handhole is not a

part of the sign base. Thiswill allow for movement between the base and handhole during
possible freeze/thaw cyclesin cold climates.
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Chapter 4: APPROACH LIGHTING SYSTEMS
4.1. L-867 Size D Handhole

See figure 31.
Notesto Designer:

1. Thehandholeis utilized at each sequenced flasher station and tower mounted approach light
station. It acts as a cable pulling handhole and houses the isolation transformers in an AL SF,
SSALR, MALSR, or SALS approach light system.

2. Theflexible conduit allows for movement during freeze/thaw cyclesin cold climates thereby
reducing the possibility of shearing the conduits.

3. The51mm (2") conduit between handholesis a minimum. The actual dimension depends on the
number of cables being routed. A #8, L-824C, 5kv conductor is equivalent in diameter to #2
THWN and a#6, L-824C, 5kv is equivalent in diameter to a#1 THWN. 51mm (27) hubs are
standard on an L-867 base and other sizes are optional. Ensure contract documents specify hub
Size.
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4.2. Sequenced Flasher Power Supply and Junction

Box Mounting Detail

See figure 32.

Notesto Designer:

1

Each sequenced flasher requires its own power supply (individual control cabinet) and junction
box. These are normally mounted as close to the flash head as possible. The standard
manufacturer furnished cable between the flash head and the power supply is 18.3M (60)
maximum. The interconnecting wiring between the flasher junction box and the power supply is
furnished by the contractor. If the flasher is mounted on a structure that is above 12.2M (40’),
then the power supply is mounted up on the maintenance platform and the junction box is
mounted at the base of the tower.

The flexible conduit allows for shifting due to freeze/thaw cycles in cold climates.
Recommend becoming familiar installation requirements from several different manufacturers.

The connection between the junction box and power supply is shown below grade by a 51mm
(27) conduit. Some manufacturers connect the two directly with a short section of 51mm (2")
conduit.
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4.3. Typical MG-20 L.I.R. Structure 1854mm (6'-1") to
6.43M (21'-1")

See figure 33.

Notesto Designer:

1. The contract documents should include an approach lighting profile plan that will state by station
# the height above grade.

2. Refer to Chapter 3in Volume | of the manual for the spacing and number of the lights on the

T-bar assembly. Specify the appropriate spacing (for the system being installed) in this
detail and modify the detail to show the appropriate number of lights.
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Figure 33. Typical MG-20 L.I.R. Structure 1854mm (6'-1") to 6.43M (21'-1")



4.4. Foundation for L.I.R. Structure MG-20 Plan
View
Seefigure 34.
Notes to Designer:
1. Thefemale couplings are for mounting the 51mm (2") frangible couplings and condulet for
wiring to the tower. Two are required (one on each side) if both a sequenced flasher and

steady burn lights are co-located on a tower.

2. Foundation shown is as recommended by tower manufacturer. However, rectangular
foundations have been used in some installations. Consult with tower manufacturer for
different options based on soil conditions, bearing capacity, etc.
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Figure 34. Foundation for L.l.R. Structure MG-20 Plan View
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4.5. Foundation for L.I.R. Structure M G-20
SectionsA & B

See figure 35.
Notesto Designer:

1. Thefoundation shown is a suggested foundation by the tower manufacturer (Jaguith Industries
Inc.). The diameter was increased to allow the installation of the conduits in the foundation and
still allow clearance for the tilt base on the tower.

2. Prior to designing the foundation for the tower, borings should be taken in the field for soil
analysis. Many factors will affect the type and size of foundation to be installed (i.e. type of soil,
existence of rock or ledge, soil bearing capacity, frost depth, etc.). The designer should base the
foundation design on these factors and consult with the tower manufacturer regarding EPA
(Effective Projected Area) for wind loading. The wind loading shall include the proposed
fixtures and hardware to be installed on the tower.

3. Inareasthat are susceptible to frost, a rectangular foundation is recommended. The foundation
should include a spread footing to resist uplift. The foundation should also be continuous from
grade down to the footing with necessary rebar and eliminate the cantilevered portion, as shown
in the detail.
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Figure 35. Foundation for L.I.R. Structure MG-20 SectionsA & B




4.6. Typical MG-20L.1.R. Structure Tower Wiring
Detail

See figure 36.
Notesto Designer:

1. Location of the handhole with respect to the tower foundation will depend on system layout.
Recommend keeping same distance from each tower foundation throughout system thereby
allowing a straight run between handholes.

2. Thetower tilts away from the end of runway and towards the approach. Routing the conduit
towards the direction of the tilt and maintaining slack will prevent putting strain on the conduit
while the tower is raised and lowered.

3. The number of isolation transformers will depend on the wattage and number of lamps to be
installed. If more than one lamp isinstalled per isolation transformer, then the steady burn
approach light must be specified with a lamp shorting device so the other lamps will remain on if
one lamp burns out.
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4.7. 51mm (2’) LB Conduit Detail

See figure 37.
Notesto Designer:

Figure is self-explanatory.
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4.8. Typical MG-30L.1.R. Structure 6.45M (21'-2") to
9.14M (30'-0")
See figure 38.

Notesto Designer:

1. The contract documents should include an approach lighting profile plan that will state by station
# the height above grade.

2. Refer to Chapter 3in Volume | of the manual for spacing and number of lights on the T-bar
assembly. Specify the appropriate spacing (for the system being installed) in this detail and
modify the detail to show the appropriate number of lights.
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4.9. Typical MG-40L.I.R. Structure 9.14M (30'-0") to
12.19M (40'-0")

See figure 39.
Notesto Designer:

1. The contract documents should include an approach lighting profile plan that will state by station
# the height above grade.

2. Refer to Chapter 3in Volume | of the manual for spacing and number of lights on the T-bar

assembly. Specify the appropriate spacing (for the system being installed) in this detail and
modify the detail to show the appropriate number of lights.
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4.10. Foundation for MG-30/40 L.I.R. Structures

See figure 40.

Notesto Designer:

1. The foundation shown is a suggested foundation by the tower manufacturer (Jagquith Industries
Inc.). The diameter was increased to allow the installation of the conduits in the foundation and
still allow clearance for the tilt base on the tower.

2. Prior to designing the foundation for the tower, borings should be taken in the field for soil
analysis. Many factors will affect the type and size of foundation to be installed (i.e. type of soil,
existence of rock or ledge, soil bearing capacity, frost depth, etc.). The designer should base the
foundation design on these factors and consult with the tower manufacturer regarding EPA
(Effective Projected Area) for wind loading. The wind loading shall include the proposed
fixtures and hardware to be installed on the tower.
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4.11. Typical MG-30/40 L .I.R. Structure Tower Wiring
Detail

See figure 41.
Notesto Designer:

1. Location of the handhole with respect to the tower foundation will depend on system layout.
Recommend keeping same distance from each tower foundation throughout system thereby
allowing a straight run between handholes.

2. Thetower tilts away from the end of runway and towards the approach. Routing the conduit
towards the direction of the tilt and maintaining slack will prevent putting strain on the conduit
while the tower is raised and lowered.

3. The number of isolation transformers will depend on the wattage and number of lamps to be
installed. If more than one lamp isinstalled per isolation transformer, then the steady burn
approach light must be specified with a lamp shorting device so the other lamps will remain on if
one lamp burns out.
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Figure4l. Typical MG-30/40 L.I.R. Structure Tower Wiring Detail



4.12. Tower Mounted Approach Light Detalil

See figure 42.
Notesto Designer:

1. The FAA does not require a grounding terminal in the lamp holder. However, more recent
installations have installed an equipment ground to the lamp holder. The ground conductor is

routed with the circuit conductors and is bonded to the steel base plate and mounting assembly.
Thisin turn is bonded to a ground.



42

AIGWISSY MOO0TH IVNINY3L WOH4 JONVAHVITO NIVINIVN OL 03ZIULN 38 OL LAN ANV JIHSYM MI0T 'YIHSYM AVLS 'MIHOS

40 3ZIS ANV HLIONIT MIYNLOVANNYAN HLIM A4IM3IA - “NILHDIL ANV M3MIS NO LNN ANV M3IHSYM MIOT F0V1d ‘MINIS NO TIVLSNI
ANV 3dM ANNQYD 3JHL 40 dN3 3JHL NO TVNINYEL ONI¥ JILVINSNI NV JdAIMD  "ONISNOH 40 ¥OIALNI NO M3YOS Y3AO H3IHSVM dVIS
TIVLISNI NV J1OH HINOIHL dN MIHOS HSNd  “IVI3IN 3dvE Ol ONISNOH 40 JAISNI NO JTOH ANNOAY ONIZIGQONY ONV LNIVd AVMY
ONVS  "ONISNOH 40 WOLLO8 NI Q30IA0¥d 310H HONOYHL M3YDS 8# v ONITIVLSNI A8 INISNOH J¥NLXI4 OL ONNOYMD TI# HIVILY T

REFERENCE

FIGURE:

TOWER_MQUNTED_APPROACH_LIGHT.DWG
TOWER_MOUNTED_APPROACH_LIGHT—NTD.PDF

"O3TIVLSNI LNIWCING3 TVNLOV ONISN d3MNSYIN 38 TIVHS 34anL 40 dOL ANV LHOIM 40 83LN3D NISIMLIA 3ONVISIa 'L
‘S3LON
37v3S Ol ION

TV1I3d LTHOTT HOVOdddY JILNNOW d3ImOL
I

3anL I\\

ssv19y¥3gld ar (9) zsi

®
jo)
()]
—
e
§=2
“ -
" s S
| BNL SSy1ou3Ald m s
! a (,9) wwzgl 40 doL ol =
| | ig| &
dWv1D dva 38nL—||| | o<
_ ! = B
& sl =
> zl 5
(&}
AFANLOVANNY W H3d - 5 ol 2
ATGN3SSY dva 3anL = = o al =
& ~ [ 8< o o)
v = L
M Tz ) =
/ gl wl o
Z 3lON 338 “ANVIN xun_l\\ ‘ = o| F
LON % “4FHSYM %30] ATBW3SSY dva 33U 5|28 z .
“WIHSVM HVIS ‘MINIS g m_ 2 wl o g
1. _Jl_ S
NMHL aNo Z1# 2 3 et
LHON 40 ANMYALNID - 3
1/ : 8

(03sn 343HM 3DIA30 INILYOHS ANV)
ATENISSY X007 TVNIWYEL

IMY QL

S8V MO NV 1HOIT HOVOYdddY ONINYNE AQV3LS

286—3-Vvd
-~ QTIOHSIHHL AVMNNY SAAVMOL

86



4.13. Tower Mounted SFL and Approach Light Detail
See figure 43.
Notesto Designer:

1. The flasher equipment ground conductor may be bonded to the ground conductor for the steady
burn lights inside the tube cap assembly.

2. The number of conductors to the flasher must be verified. Typicaly, 2 #12 and 3 #16, 3kv, are

used and are provided by the manufacturer. Ensure size of flexible conduit is adequate for these
cables.
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4.14. MALSR and SSALR Approach Light System

Configuration

See figure 44.

Notesto Designer:

1

2.

Recommend including the system layout as part of the contract documents.

The SSALR configuration may be achieved with a dual mode ALSF/SSALR system and is used
when Category 1 weather conditions exist thereby allowing an energy savings without having to
use the full ALSF-2 system.
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Figure44. MALSR and SSALR Approach Light System Configuration



4.15. Remote Flasher Installation 1828mm (6’ 0”)
Maximum

See figure 45.
Notesto Designer:

1. Thisdetal shows aremote flasher installation. The high voltage cable is normally supplied with
the flasher and about 15.2M (50’) in length. Locate the flasher power supply within this distance.

2. Where the flasher is co-located with an approach light bar; the flasher may be mounted a
maximum 1.5M (5’) in front of light bar and a maximum of 1.3M (4’) below the centerline of the
approach light plane. When the flashers are mounted below the centerline, they must be
uniformly mounted throughout the system.

91



"ONINALHOIL/ATEWASSY TYNI4 O1 d0Rd dWV1d 378v3 OLNI G3LYISNI 38 TIVHS ™M NENLIH dAYT LI

AYMNNY 40 3NIMYALNID Q3AN3LX3 WOd4 (GE) WZ9°0L QALVD01 38 TIVHS LINN XOE NOILONAN/ATddNS ¥IMOd ¥3HSY4 0L

WANININ (,8) WWeQZ 3G TIVHS ANV “@1314 NI @ANIWNELId 3G TIVHS SIX04 TVINLIATI 40 IONVYVITD ANNOYD ‘6

‘SAAVII FHIM TVOINVHOIW HLIM d3ddIN03 39 TIVHS SHOLONANCT IHL “T13IHS DILSVId HLIM JdAL NISI¥ AXOd3

38 TIVHS AFHL '@3NIND3Y MY SIDNAS IMIHM 'SNOLLVLS MIHSVYIL NIIMLIE A3INIVINIVN 39 TVHS S318VI ¥3IMOd 40 ALINNUNOD ‘g
“037v3s 13Nd 38 TIVHS SLINANDD TV L

'AIND 3SV3IHD 3INODIIS 40 INUVQJD LHIIM V HLM A¥d INV NV3ITI 38 LSNWN NOWIINNQT 9

‘ONIHSNE ONNOAS AAVANVLIS V. HLM G3LYNINYAL 38 TIVHS SLINANOD TV 'S

*$TIVL3IA NOWVTIVLSNI ¥3amol 335 (,0-,9)

WwwezZel NVHL JHGW 40 NOILYTIVLSNI ONILNNOW ¥04 (,L1-,8) WEE'L SI NMOHS NOILYANDIANOD 40 LHOIFH ONILNNGN WANWIXYN b
‘434330 S| YIAIHDIHM ‘NI LSO¥4 Tva01 MOT13g (L.Z1) WGO0E O ‘WNWININ (,0F) wwgzg/ 38 TIVHS ALIYONQI 40 HLHIA €

‘GOSY WLSY Q1 ONINYOANQD "T33LS 137718 3aQvHD VHNLONYLS 38 TIVHS SuVE ONIQY0INEY T

‘(,¥) wWwzoL 40 dWNIS WANIXYIN Y

JAVH ANV ‘3LVI3Y0AV 3ZIS WNWIXYW (,7/€) Wwel 40 38 ONV HONI DS/#00ST 40 HLONIYLS WNWINIA ¥V JAVH TIVHS 3LINONOD L

-S310ON
3OS OL LON

REFERENCE
FIGURE: 45

REMOTE_FLASHER_INSTALLATION.DWG

REMOTE_FLASHER_INSTALLATION—NTD.PDF

XVYIN (,0—,9) Wwgegl NOILVTIVLISNI 33HSVY 14 F1L0NTS E
V., 1IvL3d AvV3IH d3HSV1d JLONW3Y m
NOILVA3IT3 c—, MIIA_3AIS
T S3LON 338 1
T T
(U o1 QL T o cIBnaSSY SV P |
J30QNL VI | L NGNS (,2) Wwig A <N d0 ONNOY » g3s (al)
ATgNISSY MOET3 ; . . wm (.8) wuicog _ HINYOO
MQgT3 LINANOD Olova) v c Wv153a3d HOv3 Mvd
L3 (2) wuwis—] Ny Or T EsdlON A =3 JLIYINGD |/ ,_ st - |
KddnS H3mod N o e
g 3ION 338 4 dAvT NIHSY 14 WONS mQ R
UOLOINNGD 9, ﬁ
ek AR, :
#00RaALNL 81— 4 W IS L
9 3IDN 335 R (S3yIM_¥D4 s L ]
HOLOINNOGD / 371S) 43dIND3Y £ rML
FIVA €281\ | \\|E<§ JOLOANNOD
N 7l 3JavEo
R PR % QIHSINI4
AT i a ONIdNOD
> TIBIONY ¥4
oZ:An_:mo 3did 5 - L3 (,2) wwig
FARTIS =
S
(34m ¥O4
37/S) 03WNDIY ¢ o, R ~_HOvO¥ddvY
TV HOLOINNDD 40 NOILO3dIa

—
T

<

]

[Ta)

|:DLI.I
ET

w

SEE NOTES TO DESIGNER TXT FILE

Figure 45. Remote Flasher Installation 1828mm (6’ 0”) Maximum
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4.16. Typical High Intensity Approach Light Bar

See figure 46.
Notesto Designer:

Figure is self-explanatory.
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Figure46. Typical High Intensity Approach Light Bar



4.17. Typical Elevated High Intensity Approach Light
Bar Omm to 1828mm (0’ to 6'0") Maximum

See figure 47.
Notesto Designer:

1. Thisdetal shows the elevated approach light bar. Spacing between the lights will depend on
which system is installed.

2. The contract documents should contain an overall layout plan showing the spacing of the lights.
Refer to Volume | for the spacing requirements for each system.
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4.18. Typical Semiflush High Intensity
Approach/Threshold Light Foundation

See figure 48.
Notesto Designer:
1. Thisdetal showsatypical foundation for a semiflush light bar or threshold.

2. No more than five lights should be in a bar before an expansion joint is installed.

3. Ensure photometric requirements are specified. Threshold lights must meet 10,000 CD min.

average for ahigh intensity system.
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Figure 48. Typical Semiflush High Intensity Approach/Threshold Light Foundation

98



4.19. Typical Elevated High Intensity

Approach/Thresnold Light 1828mm (6'0")
Maximum

See figure 49.
Notesto Designer:
1. Thecolor filter used is dictated by the system.

2. Ensure proper lamp wattage is utilized to meet the photometric requirements specified in Volume
I. Recommend specifying photometric requirements in the contract documents.
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4.20. ALSF-1 Approach Light System Configuration

See figure 50.

Notesto Designer:

1. Recommend including the system layout as part of the contract documents.

2. Currently, there is no high intensity bidirectional semiflush threshold/end light that meets the
photometric requirements. Utilize L-850E with green filters for the threshold and L-850E with

red filters for the end lights. Co-locate the end lights with the corresponding threshold light
between the runway threshold and 610mm (24”) from the threshold light bar.

3. Manufacturers are currently testing light fixtures to be used as a semiflush bidirectional
threshold/end light.
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Figure50. ALSF-1 Approach Light System Configuration
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4.21. ALSF-2 Approach Light System Configuration

See figure 51.

Notesto Designer:

1. Recommend including the system layout as part of the contract documents.

2. Currently, there is no high intensity bidirectional semiflush threshold/end light that meets the
photometric requirements. Utilize L-850E with green filters for the threshold and L-850E with

red filters for the end lights. Co-locate the end lights with the corresponding threshold light
between the runway threshold and 610mm (24”) from the threshold light bar.

3. Manufacturers are currently testing light fixtures to be used as a semiflush bidirectional
threshold/end light.
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4.22. MALSR Wiring Diagram
See figure 52.
Notesto Designer:

1. The MALSR system is a constant voltage (parallel) system. When designing system close
attention must be given to voltage drop.

2. The MALSR system utilizes the same type of LIR structures as the high intensity AL SF systems.

The light spacing on the T-bar assembly is different, however, and the lamp holder is for a PAR
38in lieu of a PAR 56 as used on a high intensity system.
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4.23. SSALR Wiring Diagram
See figure 53.

Notesto Designer:

1. Typicaly high intensity approach light systems are 20 amp circuits. The size of the regulators
depends on the fixtures to be used. On mgjor upgrades or new installations recommend
researching the use of most recent 200 watt 6.6 amp lamp that meets the photometric
requirements for the steady burn lamp. An energy savings and smaller regulator size may result.
Refer to Volume | for more information.
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424. L.I.R.StructureMS-20
See figure 54.
Notesto Designer:

1. The MS-20 structure is manufactured by Jaquith Industries and includes the crossbar and
lowering device. Jaguith provides standard details for mounting the MS-20 structure onto the
tower platform. These details should be given to the proposed tower manufacturer.

2. Conduit and wiring details for the structure should be included in the contract documents.
Conduit size and number of conductors will depend on the number and types of lights installed.
Approved manufacturers of approach light systems should be consulted.

3. If asequenced flasher is to be installed, the flasher power supply should be installed on the
maintenance platform and the flasher junction box should be installed at grade. However, if
installation isin aflood plane or wet area both flasher power supply and junction box should be
installed on the maintenance platform. Cables may then be routed underground or aerially.
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4.25. Approach Light Structure 12.2M to 39M (40’ to
128’)

See figure 55.

Notesto Designer:

1. Thetop 6M (20') of the structure is the low impact resistant portion of the overall structure. The
height of the required rigid steel tower is determined by subtracting 6M (20') for the L.1.R.
structure and 1.2M (3'-11.25") for the maintenance platform and railing from the overall height
as shown in the approach light system profile plan.

2. Prior to designing the foundation for the tower, borings should be taken in the field for soil
analysis. Many factors will affect the type and size of foundation to be installed (i.e. type of soil,
existence of rock or ledge, soil bearing capacity, frost depth, etc.). The designer should base the
foundation design on these factors and consult with the tower manufacturer regarding EPA
(Effective Projected Area) for wind loading. The wind loading shall include the proposed
fixtures and hardware to be installed on the tower.
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4.26. High Intensity Threshold Bar Wiring Diagram —
Without Approach Lights (Method #1)

See figure 56.

Notesto Designer:

1. Thetotal load for the threshold bar without approach lights and including lights in the gated area
could be as high as 28.1kw with 51 elevated lights at 550 watts each including transformer
losses. Recommend specifying in the contract documents a threshold light regulator that would
operate in conjunction with the runway edge lights.

2. Circuiting should be split between the runway and threshold regulators. Asaminimum, the

runway end lights and their co-located threshold lights should be on the runway circuit. The
different circuits should cause a symmetrical pattern about the runway centerline.
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4.27. High Intensity Threshold Bar Wiring Diagram —
Without Approach Lights (Method #2)

See figure 57.

Notesto Designer:

1. Thetotal load for the threshold bar without approach lights and including lights in the gated area
could be as high as 28.1Kw with 51 elevated lights at 550 watts each including transformer
losses. Recommend specifying in the contract documents a threshold light regulator that would
operate in conjunction with the runway edge lights.

2. Circuiting should be split between the runway and threshold regulators. Asaminimum, the

runway end lights and their co-located threshold lights should be on the runway circuit. The
different circuits should cause a symmetrical pattern about the runway centerline.
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CONTROL CIRCUITS. FOR RUNWAY EDGE LIGHT REGULATOR(S) SUCH THAT THRESHOLD LIGHTS
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Figure57. High Intensity Threshold Bar Wiring Diagram —Without Approach Lights
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4.28. High Intensity Threshold Bar Wiring Diagram —
With Approach Lights

See figure 58.

Notesto Designer:

1. When an approach light system isinstalled, part of the threshold bar will be circuited with the
approach lights and part will be circuited with the runway edge lights.

2. Coordinate circuiting with the approach light system and maintain a symmetrical pattern about
the runway centerline.

3. Asshown in the DWG:
R/W LTG CKT turns on the runway end lights and corresponding co-located approach light.

CKT A isthe SSALR circuit of adua mode ALSF/SSALR approach lighting system. With
the R/W lights and CKT A turned on, the threshold bar light pattern is that of an SSALR
configuration.

CKTs C and D complete the light pattern for afull ALSF mode and are circuited such that no
two adjacent fixtures are on the same circuit. All circuits are on (R/W, A, C, D) for afull
ALSF system.
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4.29. High Intensity ALSF-1/SSALR Wiring Diagram
See figure 59.
Notesto Designer:
1. When designing the approach light system, several factors must be taken into account:
Each regulator should be equal in kw capacity,
No two adjacent light bars should be on the same circuit, and
Circuiting should be symmetrical about the runway centerline.

2. Some locations may use a single 1500 watt isolation transformer to feed (5) 300 watt tower
mounted lights.

3. The present trend is to limit the regulator size to 30kw, 20 amp. Thisis being done to lower the

available voltage throughout the system for safety reasons. Also, the trend may be to utilize 6.6
amps rather than 20 amps and newly developed light sources.
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Figure59. High Intensity ALSF-1/SSALR Wiring Diagram
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4.30. High Intensity ALSF-2/SSALR Wiring Diagram
See figure 60.
Notesto Designer:
1. When designing the approach light system, several factors must be taken into account:
Each regulator should be equal in kw capacity,
No two adjacent light bars should be on the same circuit, and
Circuiting should be symmetrical about the runway centerline.

2. Some locations may use a single 1500 watt isolation transformer to feed (5) 300 watt tower
mounted lights.

3. The present trend is to limit the regulator size to 30kw, 20 amp. Thisis being done to lower the
available voltage throughout the system for safety reasons. Also, the trend may be to utilize 6.6
amps rather than 20 amps and newly developed light sources.

4. Thiswiring diagram depicts the latest circuiting from the FAA utilizing (5) 30kw regulatorsin
lieu of (3) 50kw regulators used in older systems.
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Chapter 5: PAPI AND REIL SYSTEMS

51. FAAL-880 Style A (Constant Voltage) PCU
Mounting Details

See figure 61.
Notesto Designer:
1. Verify with manufacturer mounting dimensions and hardware.

2. Pad size shown in minimum for this particular unit.
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Figure6l. FAA L-
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5.2. FAA L-880 Style A (Constant Voltage) System
Wiring Diagram

See figure 62.

Notesto Designer:

1. TheL-880 Style A uses a constant voltage to power the system. Intensity control is
accomplished automatically by an integral photocell. The system is at maximum brightness
during the daytime and lower brightness » 20% during hours of darkness.

2. A constant voltage source must be available within the vicinity of the system. Design must take
into account voltage drop back to the supply.

3. Thethree-lamp version is preferred. However, newer units utilizing two lamps that meet the
photometric requirements have been devel oped.

4. Consult with manufacturer for power requirements.
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Figure62. FAA L-880 Style A (Constant Voltage) System Wiring Diagram
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5.3. FAA L-880 Style B (Constant Current) System
Wiring Diagram
See figure 63.
Notesto Designer:
1. TheL-880 Style B uses a constant current source to power the system. Thisistypically done
using a 4kw constant current regulator with 5 brightness steps. Intensity is selected manually at
the control panel in the tower or vault at airfields that have 24 hour tower control. A different

control scheme is used at part time or unmanned tower airfields.

2. Thethree-lamp version is preferred. However, newer units utilizing two lamps that meet the
photometric requirements have been developed.

3. Consult with manufacturer for power requirements.
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Figure63. FAA L-880 Style B (Constant Current) System Wiring Diagram
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54. FAA L-880 Style B (Constant Current) PAPI
Power and Control Schematic Diagram

See figure 64.
Notesto Designer:

1. Thisdetal showsatypical schematic diagram of a Style B system. The actual control diagram
used will depend on site specific requirements.

2. Newer installations may use computer control systems with touch-screen monitors for the control
panels.
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Figure 64. FAA L-880 style B (Constant Current) PAPI Power and Control Schematic
Diagram
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5.5.  PAPI Light Housing Unit (LHU) Installation
Detail

See figure 65.
Notesto Designer:

1. The contract documents should show location of PAPI units and aiming angles. Refer to Volume
| for siting requirements.

2. Veify with manufacturer pad dimensions and number of openingsin cover of L-867 can.
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Figure65. PAPI Light Housing Unit (LHU) Installation Detail

132



5.6. REIL Systems Schematic Wiring Diagrams
See figure 66.
Notesto Designer:

The most common system presently in use is depicted in Schematic A. This system uses a separate
120/240 volt source for the incoming power. When designing this system ensure the separate power
source is available near the master unit.

Schematic B uses a power adapter that isinstalled in series with the series runway lighting circuit.
The power adapter converts the constant current from the lighting circuit to a 120/240 volt output.
This output is used as the 120/240 volt source to power the system.

Some specia precautions should be taken when designing this type of system:

1. Power adapters often have varied performance. Variationsin brightness levels selected,
load, and regulators will produce variations in voltage output.

2. System may add up to an additional 4kw to runway lighting system.

3. System may not work well with certain types of regulators.
Recommend coordinating with manufacturer prior to designing this type of system.
Schematic C is a constant current system manufactured by Flash Technology Corporation of
America. Thistype of system uses the constant current as the power feed to each unit viaan
L-830 isolation transformer. The flash heads are synchronized via the twisted pair between the

two units. Load on the runway lighting circuit is about 150 watts per flash head or 300 watts
for the system.

The contract documents should only show the schematic wiring diagram of the actual system to
be utilized. Designer should delete the other diagrams.

133



</FLASH HEAD FLASH HEAD

MR 120/240V POWER SLAVE

(3) 1/C 60OV INSUL.

(3) 1/C 600V INSUL. 120V CONTROL
/(5) 1/C 600V INSUL.
120/240V POWER e —

(2) 1/C, B0V INSUL.

SERIES RUNWA

LIGHTING CIRT FOR CURRENT SENSING 300V MIN.

A, 120/240 VOLT SYSTEM W/CURRENT SENSING

L—830 ISOLATION TRANSFORMER (2) 1/C TWISTED,

w}f - - -—> \TRIGGER SYNCHRONIZATION
Y

<]FLASH HEAD FLASH HEAD\>

SHIELDED

MG%I;[‘II::R 120/240V POWER SLIInAu\4E
120/240V POWER (3) 1/C 600V INSUL.
120V CONTROL

4) 1/C 600V INSUL.
W (5) 1/C 600V INSUL
SERIES _ =
E%ﬁ%é\ﬁ (2) 1/C, 600V INSUL. \
cIREUT >__ o T\ L > TRIGGER SYNCHRONIZATION

L—830 ISOLATION TRANSFORMER (2) 1/¢ TWISTED, SHIELDED
POWER ADAPTER FOR CURRENT SENSING 350V MIN.

B. 120/240 VOLT SYSTEM WITH POWER ADAPTER AND CURRENT SENSING

[0
m
m
=z
5
72 </ FLASH HEAD FLASH HEAD
5]
o POWER POWER
E CONVERTER CONVERTER
Q
ﬁ TRIGGER SYNCHRONIZATION
i (2) 1/C TWISTED, SHIELDED \
o
no (2) 1/C, 600V INSUL.
nS
= o B I O
o L—830 ISOLATION —
” TRANSFORMER FOR SERIES RUNWAY
CURRENT SENSING LIGHTING CIRCUIT

C. CONSTANT CURRENT SYSTEM WITH CURRENT SENSING

REIL SYSTEMS SCHEMATIC WIRING
DIAGRAMS

NOT TO SCALE
NOTE:

SIZE AND NUMBER OF CONDUCTORS SHALL BE VERIFIED WITH MANUFACTURER.

40d'QLN=OILVNIHIS ™ SWIL5AS 113y
EERANIE]

OMAODILYNIHOS SWIALSAS™ 113

99
ERINEEEER:]

Figure66. REIL Systems Schematic Wiring Diagrams
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5.7. REIL Ingallation Details

See figure 67.

Notesto Designer:

1. Thisdetail shows a 120/240 volt system installation. These units are manufactured by Crouse-

Hinds. Other manufacturers are similar but arrangements of conduit entrances and support legs
may be different. Recommend verifying requirements with several different manufacturers.

2. Foundations will vary with manufacturer.

3. Ensure contract documents show location of REILs and power source. Locations will be as
specified in Volume 1.
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Chapter 6 MISCELLANEOUS (ROTATING
BEACONS, WIND CONES, CAN PLAZAS,
MANHOLES, AND HIGH MAST LIGHTING)

6.1. 155M (51') Pre-fabricated Beacon Tower
See figure 68.

Notesto Designer:

1. Thisdiagram shows atypical self-supporting 51 foot tower. Actua height of tower will depend
on site conditions. Refer to Volume | for additional information.

2. Tower isdesigned by manufacturer. Recommend furnishing manufacturer with following data
based on actual site:

a Weight and EPA of proposed beacon
b. Beacon mounting footprint
C. Overal height of tower

d. Soil bearing capacity and analysis based on borings taken at site.
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6.2. Beacon Dimensions and Wiring Diagram

See figure 69.

Notesto Designer:

1. The dimensions may vary between manufacturers.

2. Control of the beacon is typicaly automatic by a photocell or timeclock. Means should be
provided in the control tower for overriding the photocell or timeclock. The beacon could be located
up to 5000" from the nearest runway and power wiring will come from the closest source. The

control feed from the tower override could be by radio link, telephone switching relay, etc.
Recommend during design that control route and available power be verified.
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6.3. Beacon Tower Platform Details
See figure 70.
Notesto Designer:

Figure is self-explanatory.
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Figure 70. Beacon Tower Platform Details
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6.4. Tower Safety Climbing Device
See figure 71.
Notesto Designer:

Figure is self-explanatory.
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Figure 71. Tower Safety Climbing Device

144



6.5. L-806 Windcone Assembly (Frangible)

See figure 72.

Notesto Designer:

1. Typicaly, windcones are powered from a 120 volt source. Voltage drop must be analyzed.
Depending on the length of run, a boosting transformer may have to be added.

2. The windcone may be powered from the runway lighting circuit either by using a power adapter
to provide 120 volt source or using 6.6 amp lamps and isolation transformers. In either case, the
illumination of the windcone may not vary more than 20% from the value specified in Volume |
when the runway lighting circuit is at its lowest brightness step.

3. If power isto be provided by a power adapter, consult with manufacturer of power adapter and

regulator. Power adapters often have varied performance. Variations in brightness levels selected,
load, and regulators will produce variations in voltage output.
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Figure 72. L-806 Windcone Assembly (Frangible)




6.6. L-807 Windcone Assembly (Rigid Installation)

See figure 73.

Notesto Designer:

1. Typicaly, windcones are powered from a 120 volt source. Voltage drop must be analyzed.
Depending on the length of run, a boosting transformer may have to be added.

2. The windcone may be powered from the runway lighting circuit either by using a power adapter
to provide 120 volt source or using 6.6 amp lamps and isolation transformers. In either case, the
illumination of the windcone may not vary more than 20% from the value specified in Volume |
when the runway lighting circuit is at its lowest brightness step.

3. If power isto be provided by a power adapter, consult with manufacturer of power adapter and

regulator. Power adapters often have varied performance. Variations in brightness levels selected,
load, and regulators will produce variations in voltage output.
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Figure 73. L-807 Windcone Assembly (Rigid Installation)
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6.7. Junction Can Plaza, Type A (Air Force Only)
See figure 74.

Notesto Designer:

1. Thejunction can plazais for Air Force installations only.

2. The purpose is to segregate the field circuits into separate conduit runs and provide access to
each circuit. The advantages are:

a A fault in one circuit will not affect the other.

b. Maintenance personnel do not have to be confined space trained (presently required
by OSHA to enter manholes).

C. Access time is considerably less than manholes.
3. Circuit and junction can plaza ID’ s should be indicated on the layout plans. The designer should

coordinate with maintenance and operations personnel during the design review process to ensure
each circuit and junction can is identified correctly for the specific installation.
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Figure 74. Junction Can Plaza, Type A (Air Force Only)
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6.8. Junction Can Plaza, Type B (Air Force Only)
See figure 75.

Notesto Designer:

1. Thejunction can plazais for Air Force installations only.

2. The purpose is to segregate the field circuits into separate conduit runs and provide access to
each circuit. The advantages are:

a A fault in one circuit will not affect the other.

b. Maintenance personnel do not have to be confined space trained (presently required
by OSHA to enter manholes).

C. Access time is considerably less than manholes.
3. Circuit and junction can plaza ID’ s should be indicated on the layout plans. The designer should

coordinate with maintenance and operations personnel during the design review process to ensure
each circuit and junction can is identified correctly for the specific installation.
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Figure 75. Junction Can Plaza, Type B (Air Force Only)
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6.9. Drain for Junction Cans (Air Force Only)
See figure 76.

Notesto Designer:

1. Thejunction can plazais for Air Force installations only.

2. The purpose is to segregate the field circuits into separate conduit runs and provide access to
each circuit. The advantages are:

a A fault in one circuit will not affect the other.

b. Maintenance personnel do not have to be confined space trained (presently required
by OSHA to enter manholes).

C. Access time is considerably less than manholes.
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FIGURE: 76
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CAD FILE:

SEE NQTES TO DESIGNER TXT FILE:

Figure 76. Drainsfor Junction Cans (Air Force Only)
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6.10. Typical Precast Electrical Manhole Detail
See figure 77.

Notesto Designer:

1. Dimensions and depth of manhole will vary with size and depth of duct bank.

2. Locate manholes outside of runway and taxiway safety areas wherever possible.

3. This manhole was designed for a Boeing 727-200 (191,000 Ibs.) aircraft, which is a typical
design aircraft at most airports because of its wheel loading. Where heavier aircraft are anticipated,
use the heavy duty manhole shown on Figures 78, 79 and 80.

4. The following table gives a comparison of the typical loadings for a Boeing727-200, KC10A and
B-1B. The heavy duty manhole would be used for the KC-10A or B-1B design.

Aircraft Boeing 727-200 KC-10A B-1B
Max T/O Wt (kips) 209.5 590.0 477.0
Max. Gear Assembly Load (kips) 96.8 217.1 221.8
No. Wheels in Gear Assembly 2 4 4

Max. Single Wheel Load 48.4 54.3 55.5
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Figure 77. Typical Precast Electrical Manhole Detail
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6.11. Heavy Duty Manhole Detail
See figures 78, 79 and 80.
Notesto Designer:

1. This manhole was designed for a B-1B aircraft which has one of the heaviest combined gear
loading. Lateral loadings on the manhole were calculated using an equation from Spangler and
Hardy, similar to the Boussinesq equations, but modified to account for the presence of arigid
structure (manhole) in the soil. The at-rest lateral Earth pressure coefficient was assumed to be 1.0
with a soil density of 130 pcf to give a conservative design.

2. For lighter aircraft, the precast manhole shown in Figure 77 could be used. The following table
gives a comparison of the typical loadings for a Boeing 727-200, Kc-10A and B-1B.

Aircraft Boeing 727-200 KC-10A B-1B
Max T/O Wt (kips) 209.5 590.0 477.0
Max. Gear Assembly Load (kips) 96.8 217.1 221.8
No. Wheels in Gear Assembly 2 4 4

Max. Single Wheel Load 48.4 54.3 55.5

157



‘ALZ29—4—dy '03dS 034

HLIM 3FONVOH0O0V NI 03LSIL NIHM Sg1 Q00°0SL 40 ALIOVAYD AVO1 ¥V 3AVH TIVHS ¥3A0D ANV SIAVHA FIOHNYA ¢
(09 30vY¥9) 1SY 09 = A4 HLONIMLS OTIA QIHI03dS ‘SHvE ONIOYOANIM '8
HIOM TV 4O4 SAVA 8¢ LV ISd 000y = 2. HIONIYLS FAISSTIANOD dIHI034S  *ILIHONOD VY

JL3¥ONQD d33HOANIFH IDVId—NI—LSVD ¢

STIVM HNC4 TV NO J3d3LN3D

38 TIVHS W3IHL NIIMLIE ONIOVdS (,9€) WL HLM SYOVY OML "HLONIT NI ‘NIN (,08) wwz9/ 38 TIVHS SMOVY L

‘S31CN
3vOS 0L LON

MAIN NV'1d — JI1OHNVIN ALNd AAVIH

N&1d
NOISNILX3 TIN4
MOTTY LON $304
gavis 40 3903 .
44V (,y) wwzol
JNIHM ¥va aN3g
\umEm Aoy ANNoYD _30_ _30“
1 N
a3¥IND3IY SV I S
ONINIJO ONMO¥Y aL A-omw
IOV4 HOV3 suve § 1
g# Y¥1X3 ¥ FOVI1d——|
an anv
IAVES TTOHNYN 62
QALNNON HSATd —— ] EEIRE a
335 a»l
0 3J m,%
E|
b [ 3
& _ [ 3
6 3 |
| el
I
C =
(d33q (.¥) wwgol)
dANs 'vIa (,Z1) WwWSGog
- -
_wOIw_\v A:OI.@V AAwOIva
wgog wwezgl WwGoe

REFERENCE
FIGURE: 78
HEAVY_DUTY_MANHOLE—PLAN.DWG

DUTY_MANHOLE—NTD.PDF

HEAVY

CAD FILE:

SEE NOTES TO DESIGNER TXT FILE:

Figure 78. Heavy Duty Manhole - Plan View
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Figure 79. Heavy Duty Manhole — Section C
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Figure 80. Heavy Duty Manhole — Typical Wall Penetration, Pulling Iron, & Corner Details

160



6.12. Typical High Mast Lighting Poles
See figure 81, 82, 83 and 84.

Notesto Designer:

1. High mast lighting is used to illuminate parking areas, aprons, etc. A lowering deviceis
incorporated into the design to allow lowering of the fixtures for maintenance.

2. Severd factors should be taken into account when designing a high mast lighting system, such
as:

a Soil analysis type and bearing capacity,

=

EPA of fixtures,
C. Line of sight clearance from control tower, and
d. Required illumination levels at grade.

3. Thefollowing are suggested specifications:

a High Mast Lighting Poles. Poles shall be in accordance with the requirements of the
"Standard Specification For Structural Supports For Highway Signs; Luminaires,
And Traffic Signals’, 1994 edition (published by American Assoc. Of State Highway
And Transportation Officials) as applicable. Specific requirements are as follows:

@ Shafts. Shaft sections shall be dlip jointed, and joint length shall be a
minimum of 1-1/2 times the inside diameter at the bottom of the female
section. Shaft sections shall form atight fit at joined sections. The shaft
cross section may be round or multi-sided tapered steel tubes (8 sides
minimum).

2 Bases. Each base shall be made of the steel specified for the shaft and shall
be designed to withstand the full bending moment and shear of the shaft.
Supplementary reinforcing shall be provided around the handhole area.

b. Provide a Holophane LD5 lowering device, consisting of headframe, lowering ring,
winch, and drill motor or an approved equal system. See details of the Holophane
system on figures 82, 83, and 84 and in specifications.

C. Finish requirements. Finish shall be galvanizing. Galvanizing shall conform ASTM
A 123.

d. Welding. All welding shall be performed by welders certified in accordance with the
requirements of AWS D1.1-96.

161



e Basic requirements:

@ General. The end product isto be afully coordinated, well-engineered
installation. The selection of materials and major components such as the
pole, headframe assembly, floodlight mounting assembly as well as
installation and interface techniques are to be such as to produce this result.

f. Pole design requirements. The installation shall be designed in accordance with
AASHTO LTS-3 for 80 mph wind velocities. The E.P.A. of the 1000 watt HPS
fixturesis approx. 2.8 sq. feet each. The weight approx. 63 |bs. each. The total EPA
of the cross arms is approx. 3.45 sg. feet each, and the total weight is approximately
50 Ibs. The contractor must use E.P.A. and weights of the actual fixturesto be
installed in his calculations.

0. Foundation requirements:

(@) Allowable loads shall not exceed those shown. If actual loads exceed those
shown, the contractor shall be responsible for required foundation redesign.
The pole supplier shall submit foundation loads for review and approval.

2 Anchor bolt design shall be coordinated between the pole supplier and the
primary contractor. Anchor bolt design shall be submitted for review and
approval.

3 Concrete: shall be type V, sulfate resistant concrete with a specified
compressive strength F'c = 4000 PS| at 28 days.

4 Reinforcing bars: specified yield strength FY = 60 KSI (grade 60).

2. Foundation diameters are usually controlled by the geometry of the base plate. The bolt circleis
expected to be 24” for this installation with a pole height of 80 feet and foundation depth of 15 feet.
With a cover of 5d for the bolts, the minimum pier diameter is about 39 inches. A diameter of 42
inches is shown on the drawings to allow for manufacturer variation.

3. Wind loads are per AASHTO LTS-3.

4. Piers are designed using equations from the UBC for lateral loads on foundations employing
lateral bearing.
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Figure81. Typical High Mast Lighting Poles (for Apron Areas)
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- 991mm
(39")

EPA: 4.0 FT ®

WEIGHT: 250 LBS.

ITEM DESCRIPTIONS

SPUN COPPER FREE ALUMINUM COVER
. CAST HIGH STRENGTH COPPER FREE ALUMINUM LATCH BARREL
. RETRO-REFLECTING LATCH INDICATOR
. HOT DIP GALVANIZED MQUNTING RING
151mm X S1mm X 7GA FORMED STEEL CHANNEL
(6™ X 2” X 7GA FORMED STEEL CHANNEL)
. STAINLESS STEEL CENTERING SPRING
. STAINLESS STEEL COMPENSATING SPRING
. STAINLESS STEEL ADJUSTMENT NUT

. STRANVISE WIRE ROPE GRIP
. HOT DIP GALVANIZED HEADFRAME

FCR 118mm TO 121mm (4.63" TO 4.75") O.D. POLE TENON
10. LUMINAIRE MQUNTING ARM

51mm (2") SCH. 40 PIPE, GALVANIZED
11. CAST ALUMINUM IRIS GUIDE ARMS
12. NON MARKING GUIDE ARM ROLLERS

HEAD FRAME AND LOWERING RING
ASSEMBLY (TOP LATCH TYPE)

INEFINE
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Figure 82. High Mast Light Pole Head Frame and L owering Ring
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i , 4 POWER UNIT MOUNTING BRACKET
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Figure 83. High Mast Light Pole Winch Plate
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120 VOLTS, 11.5 AMP 350 RPM 1 HP

3. REVERSING DRUM SWITCH
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HIGH MAST LIGHT POLE PORTABLE
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Figure 84. High Mast Light Pole Portable Motor Assemblies




Chapter 7. HELICOPTER PAD SYSTEMS
7.1. Heipad Perimeter Lighting

See figure 85.
Notesto Designer:

1. The standard elevated fixture is an FAA type L-861 base mounted with 45 watt lamp. The
maximum height is 356mm (14") above grade except in areas where snow accumulations of
305mm (12") or more are frequent, the mounting height may be increased to 610mm (24") above
grade.

2. Inareasthat are paved and used by wheeled helicopters or vehicles semiflush fixtures are used
and are FAA type L-852E base mounted fixtures.

3. The perimeter lights are normally powered from a constant current regulator with a minimum of
3 brightness steps. However, some installations may utilize constant voltage circuits (120/240V)
such as helipads on rooftops and/or hospitals.

4. The seriescircuit cable is FAA type L-824C #8 or #6 AWG depending on the output current of
the regulator. 6.6 amp circuits use #8 and 20 amp circuits use #6.
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Figure 85. Helipad Perimeter Lighting
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7.2. Hospital Helipad Perimeter Lighting

See figure 86.

Notesto Designer:

1. The hospital helipad perimeter light configuration is similar to the standard helipad light
configuration except 4 additional lights are added. These lights are located 7.6M (25’) from the
middle light on each side of the helipad. These lights and the corresponding middle lights are
green. The remaining perimeter lights yellow.

2. Thecolor of lights for the hospital helipad should be coordinated with the user prior to design.

3. Inareas where vehicle traffic will be crossing or accessing the helipad use semiflush fixtures.
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Figure 86. Hospital Helipad Perimeter Lighting
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7.3. Hedipad Landing Direction Lights

See figure 87.

Notesto Designer:

1. Thelanding direction lights may be powered from the same regulator feeding the perimeter
lights. The circuit may be separated by using an FAA type L-847 circuit selector switch thereby

allowing the direction lights to be switched off independently. The landing lights may not be
switched on unless the perimeter lights are on.
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7.4. Helipad Approach Direction Lights

See figure 88.

Notesto Designer:

1. The approach direction lights may be powered from the same regulator feeding the perimeter and
landing direction lights. The circuits may be separated by using an FAA type L-847 circuit
selector switch thereby allowing the approach direction lights to be switched off independently.

The approach direction lights may not be switched on unless the perimeter and landing direction
lights are on.
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7.5. Helipad Lighting Wiring and Control Diagram
See figure 89.
Notesto Designer:

1. Thisfigure shows atypical control diagram at afacility that has both an airfield lighting vault
and control tower. A single constant current regulator with 3 brightness steps is used to power
the system.

2. The helipad lights are separated into 3 circuits: C1 — perimeter, C2 — landing direction, and C3 —
approach direction. Each circuit is operated by a SPST toggle switch that energizes the
corresponding loop relay in the L-847 circuit selector switch. The 3 switches are connected such
that the landing direction lights cannot be on unless the perimeter lights are on and the approach
direction lights cannot be on unless the landing direction lights are on.

3. Insomeinstallations 120/240V is used to power the circuitsin lieu of constant current regulators.

In these cases separate branch circuits are used together with lighting contactors and interlock
switches.
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Chapter 8: NAVAL FACILITIESSPECIFIC
WHEELSWATCH & WAVE-OFF
LIGHTING SYSTEMS

8.1. Location Plans. Wave-off & Wheels-up Lighting
Systems

See figure 90.
Notesto Designer:
1. Wave-off Lighting System

a Description. The runway wave-off light system consists of sets of simultaneously
flashing red lights installed adjacent to the runway which are aimed toward the threshold.
They areintended to inform the pilot that an emergency wave-off or missed approach
procedure is necessary. The runway wave-off shall be activated from either the control
tower, airfield lighting vault, or the wheels-watch station.

b. Power Requirements. Power for the wave-off power converter unit (PCU) shall be
from a 480 volt source. A single 10 kVA minimum 2400/480V pad mount (weatherproof)
transformer may supply the power for the wave-off lights via the PCU.

C. Control Requirements. The wave-off lights shall be controlled manually using
momentary-contact type switches. The switches shall be located only at the control tower,
airfield lighting vault, and the wheels-watch station.

2. Wheels-up Lighting System

a Description. Wheels-up lights are a bar of white lights installed under the approach
which are amed upward and toward the threshold. They are intended to illuminate the
underside of landing aircraft to permit observers to determine that the landing gear is fully
lowered. The system also includes a portable government furnished wheels-watch shelter
which protects the observer from the weather and a wheels-watch control panel.

b. Power Requirements. Wheel-up lights are connected to 120 Vac multiple circuits
requiring somewhat in excess of 10kW. A 15 kVA pad mount transformer (weatherproof) is
recommended.

C. Control Requirements. Wheels-up lights require on/off control and continuous
intensity control from 10 to 100 percent of intensity at the rated voltage. This control is
required only at the wheels-watch control panel.

d. The wheels-watch control panel also contains a switch which is activated by the
observer that energizes the wave-off lighting system.
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Figure 90. Location Plans. Wave-off and Wheels-up Lighting Systems




8.2. Equipment Pad and Duct Details
See figure 91.
Notesto Designer:

1. The equipment stands for the wave-off and wheels-up systems are freestanding and a maximum
of 813mm (32”) above grade.

2. The equipment israted NEMA 3R (weatherproof). In some areas where corrosion may be a
problem (i.e. salt, sand, etc.); the use of NEMA 4x rated equipment may be justified.

3. The equipment pads should be located as close as possible to the lighting system (first P.C.U. of
wave-off system and wheels-watch control panel) to limit the voltage drop to the system
components. However, NAVFAC ENGCOM should be consulted before placement within the
runway safety area or object free zone.
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Figure91. Equipment Pad and Duct Details




8.3. Wave-off System Wiring Details
See figure 92.
Notesto Designer:

1. The wave-off system may be activated by the air traffic controller in the control tower or by
personnel in the airfield lighting vault via the transfer relay.

2. The system may aso be activated by the observer at the wheels watch control panel.

3. The photoelectric switch controls the intensity of the wave-off system. The system operates at
maximum intensity during daytime hours and reduced intensity during hours of darkness.
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8.4. Flashhead and PCU Wiring Diagram

See figure 93.
Notesto Designer:

1. 480 Valts, single phase power is delivered to each power converter unit (PCU) from the PCU
contactor located in the wave-off control cabinet.

2. Intensity control to each PCU is routed in the same conduit as the power conductors and
originates at the photo-electrically controlled relay in the wave-off control cabinet.
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8.5.  Wave-off Fixture Mounting

See figure 94.

Notesto Designer:

1. The optical assembly (flashhead) is mounted on an FAA type L-867 concrete encased light base.

2. Theflexible non-metallic conduit allows play in the 2" conduit due to freeze-thaw cyclesin frost
susceptible areas.
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Figure 94. Wave-off Fixture Mounting




8.6. Wave-off Fixture Aiming

See figure 95.

Notesto Designer:

1. The wave-off fixture is aimed towards the landing aircraft as shown.

2. Construction document should include the aiming requirements.
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8.7. Power Converter Unit

See figure 96.

Notesto Designer:

1. An dternative to the concrete handhole would be to use an FAA type L-867 Size D (16" A) light

base concrete encased. Conduit openings are 2” thread hubs and must be specified ((2) 2" one
above the other at 0° and 180°, (1) 2" at 90° and 270°).
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Figure 96. Power Converter Unit




8.8. Concrete Handhole

See figure 97.

Notesto Designer:

1. Thisfigureisfor atypical concrete handhole 15" x 30" with a steel removable cover.

2. The handhole is used as the wave-off PCU handhole, the wheels-up light bar handhole, and the
wheels-watch handhole.

3. Anadternative to the concrete handhole would be to use an FAA type L-867 Size D (16" A) light
base with 2" threaded conduit hubs located as required.
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1EE2n';m 152mm
6" (67)
=iy \ 4>

#57mm (T—6") -l
@_SECHON PLAN — FULL COVER

,J75mm 4B.3m’rl’n 13mm (1/2") PL
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171
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/D SECTION COVER
N

CONCRETE HANDHOLE

NOT TQO SCALE
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8.9. Wave-off Lighting System

See figure 98.

Notesto Designer:

1. These notes are referenced in the different figures of the wave-off lighting system.
2. Review these notes and revise the figures accordingly.

3. More recent installations have been to install the equipment above grade rather than in an OLS
manhole/vault. New installations should have all equipment installed above grade.
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NOTES

1. IF AN OPTICAL LANDING SYSTEM (OLS) MANHOLE /VAULT WITH 480VAC POWER IS
NOT AVAILABLE, PROVIDE AN EQUIPMENT PAD WITH PAD MOUNT TRANSFORMER AS
DETAILED ON FIGURE 92. IN ADDITION MCDIFY THE CONTROLS AS SHOWN ON FIGURE

93. THE CONTROLS MAY BE LOCATED IN THE OLS MANHOLE/VAULT IF ONE EXISTS.

2 ALL EQUIPMENT IN THE UNDERGROUND MANHQOLE/VAULT SHALL EITHER BE
SUBMERSIBLE OR INSTALLED WITHIN A SUBMERSIBLE ENCLOSURE, NEMA 6P ENCL.

3 CONTROL RELAY SHALL BE GENERAL PURFOSE, HERMETICALLY SEALED, 4PDT, 3
AMP CONTACTS WITH 120VAC, 60Hz COIL.

4. TIME DELAY RELAY SHALL HAVE 10 AMP, 120VAC CONTACTS WITH 120VAC 60Hz
COIL RELAY SHALL HAVE ONE NORMALLY OPEN (N.Q) INSTANTANEOUS CONTACTS AND
ONE NORALLY CLOSED (N.C.) TIME DELAY OPENING CONTACT ADJUSTABLE FROM 5 TO
60 SECOND DELAY ON ENERGIZING BUT INITIALLY SET FOR 15 SECONDS DELAY.

5. CONTACTOR SHALL HAVE TWD N.O., 30 AMP, 480VAC CONTACTS WITH 120VAC,
60Hz CAOIL.

6. WAVE-OFF PUSHBUTTONS SHALL BE N.O. MOMENTARY CONTACTS. LOCCATE
PUSHBUTTONS WITHIN CONTROL TOWER AS DIRECTED BY THE AIR TRAFFIC CONTROL
OFFICER.

7. IF POSSIBLE USE SPARE CONDUCTORS IN THE CONTROL TOWER THAT RUNS
BETWEEN THE AIRFIELD LIGHTING VAULT AND THE CONTROL PANEL WITHIN THE
CONTROL TOWER.

8 IF AVAILABLE USE SPARE PILOT AND TRANSFER RELAYS WITHIN THE AIRFIELD
LIGHTING VAULT.

9. PROVIDE 2 — 51mm (2") CONDUITS {1 — SPARE) BETWEEN POWER CONVERTER

UNITS (PCU). ALSQ PROVIDE 2 — Simm (2") CONDUITS {1 — SPARE) BETWEEN PCU
AND THRESHOLD.

10. PROVIDE 1 — 51mm (2”) CONDUIT BETWEEN PCUs AND OPTICAL ASSEMBLY
UNITS.

1. [F THE WAVE—OFF CONTROLS ARE LOCATED IN THE QL5 MANHOLE/VAULT ROUTE
1 — 51mm (2%) CONDUIT FROM MANHOLE /VAULT TO WHEELS WATCH HANDHOLE
OTHERWISE ROUTE 1 — 51mm (2") COUNDUIT FROM WAVE—QFF EQUIPMENT PAD TO
WHEELS WATCH HANDHOLE.

3714 LX1 H¥3NJIS3IA OL S3ION 33S

™

i GENERAL NOTES

2. WAVE—OFF LIGHTING SYSTEM
555%

Figure 98. Wave-off Lighting System
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8.10. Wheedswatch System L ayout

See figure 99.

Notesto Designer:

1. Thewheds-up lights are located and aimed as indicated.

2. Coordinate with NAVAIR on location of the equipment pad. Design for a maximum voltage

drop of 4% total from the equipment pad to the farthest fixture in the system. #6 AWG shall be
the minimum wire size.
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298.7M £1.5M =
| AIMING LINE, AIM TOWARD

(980" +5) TO v :

RUNWAY 32m (1050 J RUNWAY_ THRESHOLD.

THRESHOLD RNy - SEE NOTE 6
CENTERLINE

(a WHEELS UP LIGHT

(TYP) SEE NOTES
1 &2

20 LIGHTS @ 1524mm (5'0”)%
SPACING 28.96M (957)

NOTE 3 (TYP). LOCATE AT
MID POINT BETWEEN WHEELS
UP LIGHTS 10 & 11.

@ N\——LIGHT BAR HANDHOLE, SEE

51mm (2") CONDUIT W/
[ CONDUCTORS TO WHEELS WATCH

\ EQUIP PAD. SEE NOTE 4.
|

~ |

Ly
= \ WHEELS WATCH HANDHOLE

AND CONTROL PANEL.

SEE NOTE 3.

______ - ';_>|/ Simm (2") C W/ 2-3/C #10
?2/'%0#11% - = M (10 L FOR CONTROL & 51mm (2°)C
CONTROL CABINET (T' FOR POWER, SEE NOTE 4, TO
| WHEELS UP EQUIP PAD

3714 1XL ¥3INSISIA O1 S3ION 338

‘3714 avo

WHEELS UP
EQUIP PAD.
SEE NOTE 4

4—2400V — 1 PHASE PRIMARY
WHEELS—WATCH SYSTEM LAYQOUT

NOT TQ SCALE

NOTES:
1. WHEELS UP LIGHT BAR SHALL BE LOCATED ON SAME SIDE OF RUNWAY AS THE CONTROL TOWER,

Q00'ALN-LNOAVT W3LSAS™HILVM—-ST33IHM
OMA LNOAVT W3LSAS™ HOLVM—STIIHM

n 2. RELOCATION OR RE—AMING OF LIGHT BAR REQUIRES APPROVAL OF NAVFACENGCOM.
S @X 3. SEE FIGURE 98 FOR HANDHOLE DETAILS.
<G} 4. CONDUCTOR SIZE BETWEEN LIGHT BAR HANDHOLE AND WHEELS UP EQUIPMENT PAD SHALL BE
2 DETERMINED ONCE LOCATION OF EQUIPMENT PAD IS APPROVED BY NAVAIR. THE TOTAL VOLTAGE
72 DROP FOR THE WHEELS—UP LIGHTING CIRCUIT SHALL BE MAINTAINED TO +4% OR LESS.
=~ 5 CONDUCTOR SIZE BETWEEN LIGHT BAR HANDHOLE AND WHEELS—UP LIGHTS SHALL BE 2 #6, 1
©Q  #66 IN 5tmm (2") CONDUIT.

6. THE THREE {3) INNER MOST LIGHTS ARE AIMED TOWARD THE RUNWAY AT 25

Figure 99. Wheels-watch System L ayout
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8.11. Whees-up Wiring Diagram

See figure 100.

Notesto Designer:

1. The observer varies the intensity of the lights by the potentiometer located in the control panel.

2. Activation of the wave-off system is accomplished by the wave-off control connected to the
control panel by aflexible cord.
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WAVE—-OFF CONTROL SWITCH

RECEPTACLE,
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MATCHING -, __
PLUG :_ ||—INDICATING LAMP 1
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DIAL

Ly

JONIYF43S

2/C #10 IN S51mm (2°)
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CONTROL CABINET

[

24V

20

-
AMFARAEE

TOGGLE
i SWITCH
> o

Y

L[N[6
ECEPTACLE
k 15A 125V
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DUCT. (EPR INSULATED)

WHEELS WATCH CONTROL — e — — — T —— T —
CABINET [ I 2400V,
VARIABLE [ |
R A ClER LY 15KVA
(DIMMER) [ /) J | 120/24QV
- T |
| [ ! |
| | | )8
| [ | 2/C #10, 19mm T?N =
- [ Il I /) ¢ e
| T ] R
L [ [ 2/C #2, 25mm (17) C
L — P |
MAGNETIC CONTACTOR
120V, 100A
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i T )]

YW T

% HANDHOLE
FU SED CAB LE

WHEELS— UP "WIRING DIAGRAM

2 #8, 1 #6G,

WHEELS UP LIGHT TYP)—/

NOT TO SCALE

L—867 LIGHT BASE AT
WHEELS UP UGHT
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Figure 100. Wheels-up Wiring Diagram




8.12. Wheds-up Light Fixture
See figure 101.
Notesto Designer:

1. The wheds-up lighting system is a constant voltage system. The lamp shorting device which is
part of an FAA-E-982 fixture is not used.

2. Theflexible non-metallic conduit allows play in the conduit due to freeze-thaw cyclesin areas
susceptible to frost penetration.
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500W, 120V PAR 56
LAMPHOLDER FAA—E-982_OR
MIL—L-26764, TYPE MB—-2

660mm (26")

— (1)
a
<<
[«
FRANGIBLE COUPLING s
(SEE DETAIL A, FIGURE 103) APPROX 610mm (2") @
SLACK TO PERMIT REMOVAL o
AND REPLACEMENT OF LID z
L—867 SIZE D COVER PLATE L
W/ S51mm (2") TAPPED \\ i
CENTER HOLE & GASKET .
~ 7 ~—25mm (1") MAX
R - R 2
LR - D R
LIGHT BASE FAA TYPE L-867 - ‘a4 S
SIZE D, TYPE 1 . < ’ /—THREADED HUB FOR
152mm (6") CONCRETE —=—|"v > 51mm (2") CONDUIT
ALL AROUND : B {TWO PLACES)
2 #6 600V CABLE & 1 4/ | 5tmm (2") RIGD

#6 BARE GROUND WIRE

4
51mm (2") -==| I
PVC SCH. .
40 CONDUIT S1mm (2") |

a GALVANIZED STEEL CONDUIT

]]]I.imsmm {2") CcoNDUIT

FLEXIBLE COUPLING
NON—METALLIC 19mm (3/4")
CONDUIT DRAIN HOLE

305mm (12") DEEP
CRUSHED GRAVEL SUMP

3714 LX1 M3INOIS3IA 01 S3LON 33S

3714 avo

WHEELS—UP LIGHT FIXTURE

NOT TO SCALE

FAN2I4

D00 ALN—38NULXId LHIM d4N—S133HM
OMQ IINLXISLHOIT dN—ST33HM

Lol
FON3IH343d

Figure 101. Wheels-up Light Fixture
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8.13. Detail “A” Wheds-up Fixture
See figure 102.
Notesto Designer:

1. Thein-line fuse setsinside the EMT conduit. Enough slack should be provided such that the fuse
is accessible when the EMT is removed from the frangible coupling.
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USE SILICONE
ANTI-SIEZE
COMPQOUND

LIGHT BASE
COVER PLATE

USE MALE/FEMALE CRIMP—ON
CONNECTORS TO ALLOW #12
GREEN TO BE DISCONNECTED
ABOVE CABLE CLAMP

51imm (2") EMT 7’

)
AN

T

TO LIGHT FIXTURE
HOUSING

15AMP IN—LINE FUSE AND
WATERPROOF FUST HOLDER. PROVIDE
ENOQUGH SLACK IN CONDUCTORS SUCH
THAT FUSE IS ACCESSIBLE WHEN EMT
IS REMOVED FROM FRANGIBLE
COUPLING.

S1mm (2")
COMPRESSION FITTING

51mm (2")
/_ FRANGIBLE COUPLING

PLUG FAA
TYPE L-823

LOCK NUT

3714 LXL ¥3IN9IS3A QL S3LON 33S

RECEPTACLE L-823

CABLE CLAMP HOLDS LOWER CABLE
ASSEMBLY SECURELY IN PLACE WHEN
UPPER ASSEMBLY IS UNPLUGGED.

£

Mo TO GROUND LUG ——= ‘ ’
(o x IN LIGHT BASE

I%!"."

£Z

zh DETAIL A WHEELS—UP FIXTURE
.}3(523 NOT TO SCALE

E'fung

RETaR

38 _0

8232

Figure 102. Detail “A” Wheds-up Fixture
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8.14. Wheedlss-watch Control Pan€
See figure 103.
Notesto Designer:

1. An dternate to the concrete handhole would be an FAA type L-867 Size D (16" A) concrete
encase light base with 2" threaded hubs for conduit located at (°, 90°, and 180°.
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CONTROL PANEL, 254mm X
305mm X 102mm (107 X 127 X

—

CONTROL SW. IDENT PLATE,
R , SECURE TO PANEL
FOR WAVE—OCFF,

4"), NEMA 4 ENCL, CLAMP COMER,
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Chapter 9: NAVAL FACILITIESSPECIFIC
SIMULATED CARRIER DECK SYSTEMS

9.1. Smulated Carrier Deck Lighting System Layout
Plan & Wiring Diagram

See figure 104.

Notesto Designer:

GENERAL: The simulated carrier deck lighting system isinstalled on a runway along with the
associated carrier deck markings to provide a training and practice environment for carrier deck
approaches and landings. The system is controlled by alanding signals officer (LSO) via a portable
control panel and control switch. The panel and switch are connected to a submersible terminal box
located in the LSO handhole.

1. Siting of simulated carrier deck lighting system shall be in accordance with NAVAIR 51-
50AAA-2.

2. Designer shall lay out smulated carrier deck saw kerfs for minimal crossing of centerline
lighting system saw kerfs.

3. All wiring installed in saw kerfs shall be single conductor #10 AWG, 600V, type THWN.

4. For new runway construction, the entire width of the deck lighting system shall be portland
cement concrete. Airfield lighting designer shall coordinate installation of FAA L-868 light
bases and 51mm (2") conduit with isolation transformers in each light base.

5. Where simulated carrier deck lighting systems are to be installed in existing runways having a
flexible pavement surface, guidance shall be received from COMNAVFACENGCOM.

6. Inset light fixtures shall be a 45 watt, 6.6 amp, semiflush, unidirectional inset light per FAA L-
852N, type V or VI. Base mounted type shall be either type VII or VIII. Fixture shall have extra
strength stainless steel housing and thickened, hardened top optical casting. Lamps shall be
provide with a shorting disc to alow operation of other lamps upon single lamp burnout.

7. Distance from runway to handhole varies 3M (10') maximum. Designer will minimize offset
distance to satisfy field conditions.

8. Marking of runway pavement for simulated carrier deck system shall comply with NAVAIR 51-
50AAA-2.

9. Lights are aimed parallel with the centerline and toward the runway threshold.
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Figure 104. Simulated Carrier Deck Lighting System Layout Plan & Wiring Diagram
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9.2. L.S.0O. Handhole Details

See figure 105.

Notesto Designer:

1

The L.S.0O. handhole houses a submersible terminal box and receptacle. This serves as ajunction
point for connecting the multiconductor cables from the L.S.O. control panel, portable OLS
(optical landing system), and the airfield lighting vault.

The handhole is located 35M (115’) upwind from the ramp athwartship lights and 18.9M (62')
outboard of the simulated carrier deck edge lights. A 13.4M (44’) wide area extending outboard
18.3M (60’) from the runway edge shall be provided. This area shall be graded for drainage and
stabilized for light vehicular traffic.
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HANDHOLE & COVER FRANGIBLE COUPLING

\___ 19 POLE RECEPTACLE (MS3106A—22—143)
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]
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9' —————— F——— N
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o SEE NOTE 1
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I
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zZ2""
dir M
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Figure 105. L.S.O. Handhole Details
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9.3. Handhole and Transformer Housing
See figure 106.
Notesto Designer:

1. Theflexible conduit allows for flexibility of the conduit runs during freeze/thaw cyclesin cold
climates and should be at least 305mm (12”) long.

2. The handhole should be specified with both an internal and external ground lug. The entire
handhole is then bonded to a ground rod by a#6 bare copper pigtail.
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Figure 106. Handhole and Transformer Housing
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9.4. Smulated Carrier Deck Lighting Control Wiring
Diagram
See figure 107.
Notesto Designer:
1. The control wiring diagram shown is for two carrier deck lighting systems at opposite ends of the
runway and utilizing a 3 step regulator. Where a single system isinstalled and/or a 5 step
regulator is used, modify the wiring diagram as required to show the type system installed.

2. When the carrier deck system is using an optical landing system (OLS), the runway wave-off
system shall not be used.
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Figure 107. Simulated Carrier Deck Lighting Control Wiring Diagram
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9.5. L.S.0O. Control Pand and Portable Control Switch
See figure 108.

Notesto Designer:

1. The control panel connects to the terminal box in the L.S.O. handhole by a 19/c cable which

mates with the above grade receptacle at the handhole. After operations have been completed,
the control panel and switches are disconnected and removed.
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9.6. Smulated Carrier Deck Light Fixture— Shallow

Base and Saw Kerf I nstallation

See figure 109.

Notesto Designer:

1

The shallow base installation is used when a system is being installed on an existing runway.
The #10 branch circuit conductors and #6 ground are connected inside the base and run to a
handhole at the edge of the pavement where the isolation transformers are housed.

The base has anti-rotational and anti-lift fins on the bottom. The base is held in place with rigid
FAA type P-606 sedlant that is installed flush with the top of the base.

A spacer ring and flange ring with pavement ring is then installed on the base. The void between
the rings and edge of pavement is then filled with a self leveling silicone sealer which allows
removal of fixture and rings. The sealer is flexible and compatible with both concrete and
asphalt pavements. The Navy has been using Dow Corning #3890 recently with good success.

The purpose of the spacer ring is to alow the fixture to be lowered in case of pavement slumping

around the fixture. Different thickness rings are available in 1.6mm (1/16”) increments up to
51mm (27).
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9.7. Smulated Carrier Deck Light Core Details
See figure 110.

Notesto Designer:

1. Actua core depth and diameter should be verified with fixture supplier.

2. Ensure saw kerfs, walls and bottom of core are clean of any loose material or debris prior to
fixture and wiring installation.

3. Detail A shows achannd for installing the wiring into the fixture.
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90.8. Saw Kef Wireway Details— Smulated Carrier

Deck Lights

See figure 111.

Notesto Designer:

1.

The preferred method for installation of simulated carrier deck lights in new construction is
to utilize a deep base at each light housing the individual isolation transformer. Each base
connected by a conduit system. Installation of lightsin existing pavement utilizes shallow
bases for the lights. The secondary wiring from the lights are run in a saw kerf to the side of
the runway and into an L-867 base which houses the isolation transformer(s) for the lights.

More recent installations have been utilizing conduit for the secondary wiring in lieu of installing

the wires directly in the saw kerf. If conduit is used, awater tight seal where the conduit
enters the base must be specified.

The backer rod in the saw kerf serves three purposes. It acts as a shock absorber, it keeps the
wiring in the saw kerf, and it acts as a sealant dam so if the wiring has to be changed they
aren't encased in the sealant. The backer rod should be specified to have a diameter that is
25% maximum larger than the width of the saw kerf.

The sedlant is a self-leveling cold applied silicone sealant that is compatible with both asphalt
and concrete pavements. The Navy has had good success with a product manufactured by
Dow Corning (Dow Corning #890) and recommends its use in sealing saw kerfs.
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Figure 111. Saw Kerf Wireway Details— Simulated Carrier Deck Lights
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9.9. OLSPad Location
See figure 112.
Notesto Designer:

1. The FLOLS/MOVLAS (Fresnel lens optical landing system/manually operated visual landing aid
system) are optical landing aids which provide pilots with a visual signal to assist in intercepting
and maintaining the correct approach glide slope.

2. Optical Landing Aids (OLA) isarequired visua aid for landings on aircraft carriers, but on shore
based airfields the OLA is primarily an aid for training or practice. The FLOLS isafixed signal
system which automatically indicates to the pilot his position in relationship to the established
glide path. Power requirements for the FLOLS is 20kV A, 120/240V, single phase, 4 wire. The
waveoff lightsin the FLOLS are controlled by the LSO when FCLPs are being conducted. The
MOVLAS is atemporary replacement system for which the LSO (Landing Signal Officer)
controls the position of the source (meatball) light. Power requirements for the MOVLAS is
3kVA, 120V, single phase, 3 wire.

3. Both systems are mobile and normally government furnished. The equipment pad is at the
simulated carrier deck centerline elevation. A permanent survey marker should be installed on
the pad giving correct location and alignment of the FLOLS centerline cellsor MOLS mirror. A
survey monument for the siting mirror is located 45.72M (150’) toward the runway threshold
from the position for the face of the cells and parallel to the runway centerline. This monument
or pad shall have a permanent survey marker for correct location on the siting mirror and shall be
at the same elevation as the OLA equipment mounting pad.
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Figure 112. OLSPad L ocation
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9.10. OLSand Siting Mirror Pad Details
See figure 113.
Notesto Designer:

1. Top of pad elevations are required to be at the same elevation as the simulated carrier deck
centerline. The requirement could put the top of the pads more than 76mm (3”) above existing
grade and possible damage to aircraft could result if accidentally struck. Suggest sloping up to
top of pad with graded material at a maximum slope of 2%. Thiswould minimize damage to
aircraft and allow for drainage. The material used around the OL S pad should be stabilized
enough to allow vehicle access while installing and removing a FLOLS or MOV LAS trailer.
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Chapter 10: NAVAL FACILITIESSPECIFIC
CIRCLING GUIDANCE LIGHT SYSTEMS

10.1. Circling Guidance Lighting Layout
See figure 114.

Notesto Designer:

1. The purpose of the circling guidance lights (CGL) is to enable the pilot to locate the runway from
adistance and to provide visua and to provide visua guidance when flying the traffic pattern.
The CGL provides visual cues for location of the runway and distance and alignment information
for the downwind leg of the traffic pattern.
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10.2. Circling Guidance Light Fixture Installation

See figure 115.

Notesto Designer:

1. Theflexible conduit allows for minor adjustments in alignment during installation and also
allows flexibility of the conduit runs during freeze/thaw cyclesin cold climates. The conduit
shall meet the requirements of NEMA TC12 and should be at least 305mm (12") long.

2. Many contractors will purchase the L-867 bases and send them to pre-cast shops for the concrete
encasement. The conduit stubs are slid through the grommets prior to casting. A minimum of

152mm (6") should be protruding from the encasement to allow the installation of the conduit
couplings. The #6 equipment ground and PV C sleeve are installed prior to encasement.
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228



10.3. Circling Guidance Control Diagram
See figure 116.

Notesto Designer:

1. NAVAIR 51-50AAA-2, WP 003 04, requires the CGL to have 3 intensity steps and the minimum
intensity shall be no less than 4% of the rated intensity. An FAA type L-828, 3 step regulator has
brightness levels of 10%, 30% and 100% and should be used in new installations

2. The figure shows connections to a 5 step regulator which has the following intensities:

Step % Brightness
1 0.2
2 0.8
3 4.0
4 20.0
5 100.0

The lowest brightness step setting on the control panel should connect to step 3 on the regulator
to conform with the 4% minimum requirement.

The figure also shows a 5 step brightness switch with only 3 brightness settings by jumpering B1,
B2, and B3. New installations should use a 3 step brightness switch.
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Figure 116. Circling Guidance Control Diagram
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Chapter 11: ARMY FACILITIESFIXTURE
DESCRIPTIONS

See figures 117 through 123.
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11.1. Elevated, High-Intensity, Bidirectional Light
Fixture Type L-862

% Q
5 |
Lo
[ ;
&
&
& | of
o~
¥
E
£ FRANGIBLE COUPLING
o
NN S [ 1
APPLICATION FILTER
g RUNWAY EDGE LIGHT CLEAR
E RUNWAY THRESHOLD LIGHT AVIATION GREEN/AVIATION RED
i HELIPAD LANDING DIRECTION LIGHT AVIATION YELLOW
E
s
m
ID
T
2 FLEVATED, HIGH=INTENSITY, BIDIRECTIONAL
=
5 LIGHT FIXTURE TYPE L—806Z
g NOT TO SCALE
o NOTES:
%5;0 1. LIGHT: ELEVATED HIRL FAA AC 150/5345—46 TYPE L—862.
mEC A 2. LAMP. 150W TO 209W 6.8A TYPE AS SPECIFIED BY MANUFACTURER.
SR M 3 TRANSFORMER: FAA AC 150/5345-47 TYPE L-830-7. IF FOR 6.6A PRIMARY CIRCUIT,
Z'- 1y  200W, 6.6/6.BA OR FAA AC 150/5345—47 TYPE L—830-6.
Z M 4 MAY BE MOUNTED ON LIGHT BASE OR CONDUIT USE FRANGIBLE COUPLNG. MAXIMUM
gj% HEIGHT 356mm (147), EXCEPT IN HEAVY SNOW AREAS MAY BE INCREASED TO 610mm (24").
oNMm

Figure 117. Elevated, High-Intensity, Bidirectional Light Fixture Type L-862
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11.2. Runway Centerline, Hook-Resistant, Semiflush,
Bidirectional Light Fixture Type L-852N

‘3714 avo

AVMNNA

RUNWAY CENTERLINE, HOOK=RESISTANT,

SEMIFLUSH, BIDIRECTIONAL LIGHT FIXTURE
TYPE L—852N

NOT TO SCALE

NOTES:

1 THERE IS NO QUALIFYING SPECIFICATION FOR THIS AIRCRAFT TAIL—HOOK—RESISTANT LIGHT
FIXTURE.

2. THE FIXTURE IS A DERIVATIVE OF THE FAA AC 150/5345-46 TYPE L-852 FIXTURE. THE
L—852N IS A HIGH STRENGTH STEEL RUGGEDIZED VERSION DESIGNED SPECIFICALLY FOR US NAVY
APPLICATION

4. AN EXAMPLE OF ARMY USE WOULD BE RUNWAYS FOR AN ARMY NATIONAL GUARD F-—4
AIRCRAFT, WHERE TAIL HOOK IMPACT IS A PROBLEM. CROUSE—HINDS CORFORATION IS THE
ONLY KNOWN MANUFACTURER OF THE L—852N FIXTURE, AND IS AVAILABLE IN TYPES V, M, VI,
AND VIl. LAMPS ARE TO BE 65 WATT OF A TYPE RECOMMENDED BY THE MANUFACTURER.
WHERE MORE THAN ONE FIXTURE IS CONNECTED TO A SINGLE ISOLATION TRANSFORMER, THE
FIXTURES SHALL BE ORDERED WITH BYPASS DEVICES OR RELAYS.

5. THIS FIXTURE SHALL BE USED FOR THE NAVY SIMULATED CARRIER FACILITIES WMTH A
BLANKING PLATE FOR THE BEAM NOT IN USE.

8. FILTER: AVIATION RED OR WHITE, AS REQUIRED.

IMATTVNOLLOIHIAIE HSNT4IW3S™ LNVLSISIH—MO0H 13

8l

*34NI14

JON3IH343

Figure 118. Runway Centerline, Hook-Resistant, Semiflush, Bidirectional Light Fixture Type
L-852N
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11.3. Glide Slope Indicators—PAPI TypeL-880

Jeicie =
g !

&=
=
=7 o/ §&F
=
e o A

GLIDE SLOPE INDICATORS — PAP]
TYPE | —880, 4 Units per System

NOT TO SCALE

NOTES:

1. PAPI SHALL MEET THE REQUIREMENTS OF FAA AC 150/5345-28 TYPE L—880.

2 EACH LIGHT UNIT SHALL HAVE AT LEAST TWO LAMPS AND SHALL PROVIDE A BEAM OF LIGHT
SPLIT HORIZONTALLY IN ORDER TO PRODUCE WHITE LIGHT IN THE TOP SECTOR AND RED LIGHT IN
THE BOTTOM SECTOR.

3 A TILT SWITCH SYSTEM THAT DEENERGIZES THE SYSTEM SHALL BE PROVIDED. FAILURE OF
ONE OR MORE LAMPS SHALL NOT CAUSE ANY OVER VOLTAGE OR TRANSIENTS THAT WILL RESULT

3714 avo

OMQ’IdYd™ HOL VYIIONI™ 3daTIS™ 3AN9D

a IN DAMAGE TO THE REMAINING LAMPS.
O 4. THE LIGHT UNITS SHALL HAVE A MINIMUM OF THREE ADJUSTABLE MOUNTING LEGS FOR
%I’"I LEVELING.
,—.-“-_q 5. THE SYSTEMS SHALL BE ON AN INDEPENDENTLY CONTROLLED CIRCUIT.
g
m
. Z
-0
©m

Figure 119. Glide Slope Indicators— PAPI Type L-880
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11.4. Glide Slope Indicators— CHAPI TypeL-881

OO~

N,
—7
L]
&
N S
THE LIGHT PATTERN AS SEEN FROM THE APPROACH ZONE SHALL BE AS
FOLLOWS:
ABOVE COURSE: O @)
SLIGHTLY HIGH: O G
ON COURSE: ® ©)
SLIGHTLY LOW: ©) ®
BELOW COURSE: ® ®
KEY: O WHITE @ GREEN ® RreD
[¢]
5 GLIDE SLOPE INDICATORS — CHAPI
2 TYPES L—881, Z Units per System
NOT TO SCALE
@
5 NOTES:
m
L 1. CHAPI SHALL MEET THE REQUIREMENTS OF FAA AC 150/5345-28 TYPE L—881, WITH THE
e ADDITION OF A FILTER THAT WILL PROVIDE A 2 DEGREE WDE GREEN SECTOR IN THE CENTER OF
3 THE WHITE OVER RED BEAM, AS SEEN FROM THE APPROACH ZONE.
L 2. THE CHAPI SYSTEM CONSISTS OF TWO RED/GREEN/WHITE UNITS,
z 3. EACH LIGHT UNIT SHALL HAVE AT LEAST TWO LAMPS AND SHALL PROVIDE A BEAM QF LIGHT
S SPLIT HORIZONTALLY IN ORDER TO PRODUCE WHITE LIGHT IN THE TOP SECTOR AND RED LIGHT IN
> THE BOTTOM SECTOR.
82z 4. A TILT SWITCH SYSTEM THAT DEENERGIZES THE SYSTEM SHALL HE PROVIDED. FAILURE OF
o0 ONE OR MORE LAMPS SHALL NOT CAUSE ANY OVER VOLTAGE OR TRANSIENTS THAT WILL RESULT
2 mMm IN DAMAGE TO THE REMAINING LAMPS.
> 5. THE LIGHT UNITS SHALL HAVE A MINIMUM OF THREE ADJUSTABLE MOUNTING LEGS FOR
2 O LEVELING
2 3 :
205 6. THE SYSTEMS SHALL BE ON AN INDEPENDENTLY CONTROLLED CIRCUIT.
aom

Figure 120. Glide Slope Indicators— CHAPI Type L-881
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11.5. Helipad Floodlight

HELIPAD FLOODLIGHT

¢

3 NOT TO SCALE

E NOTES:

h 1. NO FAA STANDARD HAS BEEN ESTABLISHED FOR HELIPAD FLOODLIGHTS.

- 2 A SMALL OBSTRUCTION LIGHT SHALL BE MQUNTED ON OR NEAR EACH FLOODLIGHT AND SHALL
ju BE VISIBLE FROM ANY DIRECTION. OPERATION OF THE OBSTRUCTION LIGHT SHALL BE NONDIMMING
T AND INDEPENDENT QOF FLOODLIGHT OPERATION BECAUSE THE OBSTRUCTION STILL EXISTS WHEN THE
3 FLOODLIGHT IS NOT ILLUMINATED.

[— 3 FLOODLIGHTS SHALL BE MOUNTED NOT OVER 1219mm (4 FEET) ABOVE THE GRADE QF THE
Sz HELIPAD.

§%q 4, FLOODLIGHTS SHALL BE DESIGNED TO DIRECT THE ENTIRE LIGHT QUTPUT OF THE FIXTURE BELOW
Cifmm  THE HORIZONTAL.

220 5 THE AVERAGE HORIZONTAL LUMINANCE SHALL BE 2 FOOTCANDLES WITH A UNIFORMITY RATION
5‘ E (AVERAGE TO MINIMUM) OF NOT MORE THAN 4 TO 1. THE FIXTURE MAY USE ONE OR TWD LAMPS,
55‘0 WTH A TOTAL WATTAGE OF NOT MCRE THAN 500 WATTS, AND WILL CONFORM TO NEMA FA-1.

© <M 6 LAMPS SHALL BE AS RECOMMENDED BY THE MANUFACTURER.

Figure 121. Helipad Floodlight
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11.6. Elevated, Medium-Intensity, Omnidirectional
Light Fixture Type L-861

ELEVATED LIGHT
/ ASSEMBLY

356mm (14") REFERENCE ONLY
|E_
=

/ FRANGIBLE CQUPLING

— —
[ 1
[ 1

APPLICATION LAMP FILTER

AIRFIELD RUNWAY EDGE (1), BY MFR CLEAR
HELIPORT RUNWAY EDGE
HELICOPTER STAGEFIELD LANE EDGE

o AIRFIELD TAXIWAY EDGE, BY MFR AVIATION BLUE

< HELIPORT TAXIWAY EDGE

)

m AIRFIELD RUNWAY THRESHOLD (1), BY MFR AVIATION GREEN/
HELIPORT RUNWAY THRESHOLD, AVIATION RED
ROTARY WING LANDING THRESHOLD AND LANE END
HELIPAD APPROACH DIRECTION BY MFR CLEAR
HELIPAD PERIMETER BY MFR AVIATION YELLOW
HOSPITAL HELO WING BY MFR AVIATION GREEN

ELEVATED, MEDIUM—=INTENSITY,
OMNIDIRECTIONAL LIGHT FIXTURE,
TYPE L—861

NOT TO SCALE

NOTES:

1. THE LIGHT FIXTURE SHALL MEET THE REQUIREMENTS OF FAA AC 150/5345-46 TYPE L-861.
2. AN FAA TYPE L—823 PLUG ASSEMBLY SHALL BE USED.

3. FIXTURES SHALL BE FRANGIBLY MOUNTED A MAXIMUM OF 356mm (14“) ABOVE GRADE. IF
SNOW ACCUMULATIONS OF 305mm (12”) OR MORE WILL BE FREQUENT MOUNTING HEIGHT MAY BE
INCREASED TO NOT MORE THAN 610mm (24") ABOVE GRADE

4. INTERFACE FIXTURE WITH AN FAA L—868 BASE.

RERIIRIE]

OMA TV NOLOFYITINNOTALISNALNI—NNIJINTJILYATTI
JONIH3I43d

cel

Figure 122. Elevated, Medium-Intensity, Omnidirectional Light Fixture Type L-861
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11.7. Semiflush, M edium-Intensity Omnidirectional
Light Fixture Type L-852E

APPLICATION LAMP FILTER
FIXED—WING RUNWAY EDGE, 45 WATT, 6.6 AMPERE |CLEAR
HELICOPTER STAGEFIELD LANE EDGE
HELIPORT HOVERLANE 45 WATT, 6.6 AMPERE |ALTERNATING FIXTURES OF AVIATION
GREEN AND AVIATION YELLOW
HELIPORT RUNWAY EDGE 45 WATT, 6.6 AMPERE |ALTERNATING FIXTURES OF AVIATICN
WHITE AND AVIATION BLUE
Q TAXIWAY EDGE, 45 WATT, 6.6 AMPERE |AVIATICN BLUE
o HELICOPTER TAXIWAY
jul
[~ RUNWAY THRESHOLD, 45 WATT, 6.6 AMPERE |180" AVIATION GREEN /180" AVIATION
- HELIPORT RUNWAY THRESHOLD, RED
ROTARY WING LANDING THRESHOLD
AND END
HELIPAD APPROACH DIRECTICN 115 TO 200 WATT CLEAR
HELIPAD LANDING DIRECTICN 100 TO 120 WATT AVIATION YELLOW
HELIPAD PERIMETER 100 TO 120 WATT AVIATION YELLOW

SEMIFLUSH, MEDIUM—INTENSITY OMNI—
DIRECTIONAL LIGHT FIXTURE TYPE L—852EF

NOT TO SCALE

NOTES:

1. THE LIGHT FIXTURE SHALL BE OMNIDIRECTIONAL AND MEET THE REQUIREMENTS OF
AC 150/5345-46 TYPE L—852E, CLASS 2.

2. THE FAIXTURE SHALL MOUNT ON A 12-INCH—DIAMETER FAA L—868 BASE.

3. THE FIXTURE SHALL BE SUPPLIED WITH A MINIMUM 16—INCH—LONG FAA L—823
CONNECTION ASSEMBLY.

4. THE FILTER SHALL BE SUPPLIED WITH FIXTURE.

IMATVNOILOIHIAINNOTALISNALNI-ANIAIW ™ HSNT4IN3S
ERIASIE

£Cl
JONIHI 4T

Figure 123. Semiflush, Medium-Intensity Omnidirectional Light Fixture Type L-852E
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KEY TO LAYERING IN AUTOCAD FIGURES

Layer Name Description Color Line Pen # Line
Type Weight

0 Standard w CONT 7 .35
DAYSTAMP Autodesk layer B CONT 8 A8
DEFPOINTS Standard invisible layer - CONT - -

E-DETL Detail linework G CONT 3 .35
E-DETL-DIM Dimension lines C CONT 4 18
E-DETL-HID Detail “hidden” lines G HIDDEN/ 3 35

HIDDEN2

E-DETL-HVY Detail linework — heavy R CONT 1 50
E-DETL-LT Detail linework — light M CONT 6 .18
E-DETL-MED Detail linework — medium G CONT 3 .35
E-DETL-NOTE Numbered notes Y CONT 2 .35
E-DETL-NPLT Standard invisible layer W CONT 7 -

E-DETL-PATT Hatch/fill patterns M CONT 6 18
E-DETL-TEXT Miscellaneous description Y CONT 2 .35

text
E-DETL-TTLE Detail title N CONT 5 .70
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